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Executive summary

This report describes the simulation-based validation of the six selected ELECTRA Web-of-Cells
control schemes represented individual use cases. The six control schemes and related use cases
are the following:

0 Inertia control: Inertia Response Power Control (IRPC)
0 Frequency control: Adaptive Frequency Containment Control (FCC)
0 Balance control:
o0 Balance Restoration Control (BRC)
0 Balance Steering Control (BSC)
0 Voltage control:

o Primary Voltage Control (PVC)
o0 Post-Primary Voltage Control (PPVC)

The controllers are simulated in a grid divided in a number of cells according to the ELECTRA
Web-of-Cells concept. This concept is a proposed control scheme for the real-time
frequency/balance and voltage control of the future power grid. It is designed for a future where
large parts of traditional synchronous generators i connected to the high voltage grid i are
replaced by large amounts of smaller i intermittent i renewables at all voltage levels, and where
flexible | oads and affordable storage is omniapre
paradigm, where the responsibility for detecting the need for activating reserves, as well as the
responsibility to do activations in a grid secure manner, is delegated to smaller grid areas i called
cells. This results in a distributed control strategy, where system balance is restored in a bottom-
up, grid-secure manner, through the combined functionality of Inertia Response Power Control,
Adaptive Frequency Containment Control, Balance Restoration Control and Balance Steering
Control. The control actions are based on local observables where a continuous voltage control
(through the combined functionality of Post-Primary Voltage Control and Primary Voltage Control)
minimizes losses and avoids local voltage problems at all voltage levels.

For each of the six control schemes simulations have been performed, that make clear whether
and how far the control schemes are able to keep the Web-of-Cells power system stable. The
reports of the individual simulations are include in six annexes to this deliverable. In each of these
annexes the focus is on the control scheme in stand-alone mode, i.e. it is primarily not a combined
simulation of two or more control schemes. In the case a control scheme needs for its performance
the activity of other one(s), these are implemented as well in the simulation.

Another aspect is the number of cells involved. The focus of the presented evaluation is on the
functionality of the Web-of-Cells concept and not on its scalability. That is the reason why the
number of cells in the test grids is limited to a maximum of four.

The specific tasks of the control schemes can be summarized as follows:

0 IRPC: limit the rate of change of frequency

0 FCC: limit the deviation of the frequency

0 BRC: bring back the frequency to rated value

0 BSC: rearrange the power flows, so that reserves in use are made available

0 PVC: keep the voltages within limits

0 PPVC: rearrange use of resources that keep the voltage, so that resources are optimally
used.
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Almost all the control schemes performed according to expectation, i.e., each of them is doing
what it was designed for. The only exception is IRPC. IRPC, however, in combination with FCC still
gives good results. The IRPC seems to do only partly what is was intended for, whereas FCC
apparently is still able to keep the frequency within boundaries. A stable grid might be the
consequence, with a much faster changing frequency than was the case in the past.

The ultimate conclusion is that the collection of IRPC, FCC, BRC, BSC, PVC and PPVC within the
WoC concept apparently strikes the balance of doing locally what can be done locally and do more
globally which needs a more global approach. The practical consequence is that the WoC concept
supports the future scenario of renewable local supply for local demand.
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Terminologies

Control Triple

Table 1: Key definitions in the ELECTRA IRP

Term Definition

A set consisting of {Control Aim, Observable, System Input Signal}, which is the
basis of a control loop.

Control Aim A concise statement describing the control purpose of a control loop.

Observable A uniquely valued function of a number of measurable quantities in a physical
system. An observable can either be
calculated from measured (observed) values in the present or past.

Transition Time for system response or system control loops to complete the transition from a

Time stationary system state to the next stationary state, after a switching event occurs
within a power system.

Control Time | A characteristic Transition Time at which a control loop operates.

Scale

In this document the following Control Time Scales (CTS) are used:

Ox¢

CTS_0: System response
CTS_1: Primary Level
CTS_2: Secondary Level
CTS_3: Tertiary Level

O¢ Ox¢

O¢

System Input
Signal

A (scalar or vector) signal that is input to the power system, in order to change the
value of an observable.

Observable A detailed description of (or reference to) a specific set of operations that convert
algorithm measurable values into an observable.
Control A characteristic Topology Level at which a control loop operates.
Topology Here the following Control Topology Levels (CTLs) are used:
Level 6 CTL_O: Physical (single) Device Level
6 CTL_1: Flexible (aggregate) Resource Level
6 CTL_2: Celllevel
6 CTL_3: Inter-cell level
(For more detailed definition of the Control Topology Levels see the chapter 21.5.
"Working procedure for selecting control functions for Use Cases" )
Balance Control loops that control the cell balance which is defined as the aggregated
Control power flow profiles over the tie-lines (i.e> import/export profiles).
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Term Definition

Voltage Voltage control: control loops that ensure that voltage at each node keeps within
Control operational limits, in a stable, secure and reliable way. Voltage control includes the
needed control of power flow in all cables and lines in the network, with methods
depending on the used power system technologies (AC, DC).

N.B: The definitions of "Balance Control" & "Voltage Control" comprise a generic physical
description of the control challenge, which is both technology independent and voltage level
independent. So these generic definitions can be applied to all power system technologies. such as
AC, DC, and to all voltage levels HV, MV, LV, et cetera.

Cell An ELECTRA Cell is a portion of the power grid able to maintain an agreed power
exchange at its boundaries by using the internal flexibility of any type available
from flexible generators/loads and/or storage systems. The total amount of internal
flexibility in each cell shall be at least enough to compensate the cell generation
and load uncertainties in normal operation.
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Abbreviations

Abbreviation
AC
AD
ALF
BRC
BRP
BSC
CPFC
CT
CTL
CTS
CVvD
CVvT
DAE
DAQ
DC
DER
DFT
DOW
DSO
DSOGI
EMU
ENOB
ESS
EU

EV
FCC
FIR
FLL
FS
GOOSE
GPS

01/03/2018

Meaning

Alternating Current

Analogue to Digital

Accuracy Limit Factor

Balance Restoration Control
Balance Responsible Party
Balance Steering Control

Cell Power Frequency Characteristic
Current Transformers

Control Topology Level

Control Time Scale

Capacitive Voltage Divider
Capacitor Voltage Transformers
Differential Algebraic Equations
Data Acquisition

Direct Current

Distributed Energy Resources
Discrete Fourier Transform
Description Of Work

Distribution System Operator

Dual Second-Order Generalised Integrator

Electromagnetic Unit

Effective Number Of Bits
Energy Storage System
European Union

Electric Vehicle

Frequency Containment Control
Finite Impulse Response
Frequency Locked Loop
Security Factor

Generic Object Oriented Substation
Global Positioning System

Inertia Constant
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HV
HVDC
ICT
IEC
IED
IFSC
IRP
IRPC

LED
LSB
LV
MV
NH
NPFC
ODE
OLTC
PCC
Pl
PLC
PLL
PMU
PPVC
PV
PVC
PWM
RES
RMS
ROCOF
SCADA
SE
SF
SG
SNR
SOC
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High Voltage

High Voltage Direct Current

Information and Communication Technology
International Electrotechnical Committee
Intelligent Electronic Device

Institute Of Santa Catarina

Integrated Research Program

Inertia Response Power Control
Moment of inertia

Light-emitting diode

Least Significant Bit

Low Voltage

Medium Voltage

Noord Holland

Network Power Frequency Characteristic
Ordinary Differential Equations

On-Load Tap Changer

Point of Common Coupling
Proportional-Integral

Power Line Carrier

Phase Locked Loop

Phasor Measurement Unit

Post-Primary Voltage Control

Photo Voltaic

Primary Voltage Control

Pulse-width modulation

Renewable Energy Sources
Root-Mean-Square
Rate-Of-Change-Of-Frequency
Supervisory Control And Data Acquisition
State Estimator

Safety Factor

Synchronous Generator

Signal-to-Noise Ratio

State Of Charge (Of Energy Storage System)
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WoC
WP
WT
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Single Reference Power System
Static Var Compensator
Transmission System Operator
Use Case

Voltage Capacitive Dividers
Voltage Source Converter
Voltage Transformer

Wind Generation

Web-of-Cells

Workpackage

Wind Turbine
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1 Introduction

1.1 Project context

The present document includes the simulation-based validation of the six selected ELECTRA Web-
of-Cells power system control schemes represented individual use cases.

The ELECTRA Web-of-Cells concept is a proposed control scheme for the real-time
frequency/balance and voltage control of the future grid. The six use cases were derived in a
structured top-down manner in from the six high-level functionalities [1, 2], which are namely:

Inertia control: Inertia Response Power Control (IRPC)
Frequency control: Adaptive Frequency Containment Control (FCC)

O« O«

Balance control:
o Balance Restoration Control (BRC)
0 Balance Steering Control (BSC)

(@]

0 Voltage control:
o Primary Voltage Control (PVC)
o0 Post-Primary Voltage Control (PPVC)

The detailed functional architecture of these 6 ELECTRA Web-of-Cells control scheme Use Cases
with BBXxackneoh@reyescriptions ofis dcoveed dy (2h dhei ons
i Whibax€l escri pti onso o fare gradsentecein [BJu In preserd mecument these

functions are validated by simulations.
1.2 General description of the simulated control schemes

The tests are done by simulations in the context of each of the six Use Cases. The basic structure
of the control scheme for each Use Case is presented in Figure 1.

f yes> : g - s 8
£ ’ & . - ' — 9]

| Pomr U - Mussso u - =] Otmervabio :

l Sysiern . » | ment Ongtn . >l algorithm 2
o T* v — rmo e | ews e .y '

Measurement
-| sres o Monitor | _
XY
om 1 9 Cm Asm Dser e
Flexible s
xi ba
- resource Controller -

E > Controllor
v Dotal algonthm
. ool

\ Sigral Controlier

Figure 1: The control triple structure [4]
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Each control scheme has the same structure as depicted in Figure 1. It consists of the blocks
AiMonitor 0 an dhe de@aenthaitrcanVettsetire @antrol signal (for instance a setpoint for

real power) into physical quantities (in this case physical currents or physical real power) also

bel ongs to the control scheme. These devices are
blocks SRPS (i.e. Single Reference Power System) represents the grid where the control scheme

is active.

Behind the blocks AMonitoro and A Condonmtrollsdhemeo ar e
representing the six use cases. Behind the bl ock
device (as for instance a PV installation) or a cluster of such devices. In the latter case the
resource correspond to an aggregation of a number
is the selected grid model.

The Observable Algorithm is the detailed description of (or reference to) a specific set of
operations that convert measurable values into an observable. In Figure 1 it corresponds to the
upper right blue square fiMonitoro that contains t

The Controller Algorithm transforms the Observable into a control signal. See the lower right blue
square AControllero in Figure 1.

For each control scheme the observable algorithms and controller algorithms are the starting point
(they come from previous work in the project). For the purpose of the present document a test-grid
is chosen (Single Reference Power System - SRPS) and a scenario (a certain sequence of events
in that grid) as well as a device or devices (flexible resource) that can perform the task of
converting the control signal into a physical quantity the affects the operation of the grid.

1.3 Outline of the report

This deliverable contains simulation results for each of the Use Cases or cell-control schemes on
the stage of the Web-of-Cells. The deliverable consist of the main document and six annexes. The
detailed simulation reports are included in the annexes after present main document.

(@]

Annex 1: Inertia Response Power Control (IRPC)

(@]

Annex 2: Adaptive Frequency Containment Control (FCC)

[@]3

Annex 3: Balance Restoration Control (BRC)

0 Annex 4: Balance Steering Control (BSC)

0 Annex 5: Primary Voltage Control (PVC)

0 Annex 6: Post-Primary Voltage Control (PPVC)

Each annex has its own topology and scenario. These are chosen on basis of the character of
each Use Case. Topology and scenario vary widely from Use Case to Use Case, in particular due
to the different time scales of the Use Cases. Each report contains the conclusions specific to its
Use Case.

This document gives in chapter 1 the general description of the simulated control schemes and an
outline of this deliverable. The chapter 2 gives the concise introduction into the main characteristics
and findings of each of the simulation reports. This is for the purpose of making the reading of the
report more easy and facilitating the reader in the process of making his or her own overall picture.
This summarizing and condensed text however does not replace the detailed reports on the
individual Use Cases.
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The nature of the conclusions differs widely from Use Case to Use Case. Moreover, the stand-
alone character of the simulations hardly allows for a general conclusion that is more than a
compilation of the individual ones. Nevertheless, a short discussion presents an overall conclusion
in the last chapter 3.
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2. Synopsis of control scheme simulations

The following chapter summarizes the evaluation of the six control schemes. The structure for the
text for each control scheme is the same and os organized as follows

First a brief characterization of the setup of the simulationisgiven( under t he hethai ng ¥
simulated grid, the monitored quantity or observable, and the resources that are used to control the
observable. In order to disturb the steady state value of the observable a certain event or series of
events have to take place. These events that trigger the dynamic response are given next, under
t he heading AChar actThe mandindingsrof the fsimwatoasnase rpieseiited,
illustrated by some illustrative results in the sections AMain f i nldliwngtsroatanvde firl
respectively. The section closes with general conclusions and conclusion specific for the Web-of-
Cellsconcept respectively in AConclusions in general o

2.1 Inertia Response Power Control - IRPC

2.1.1 Setup
SRPS Pan European network
Monitor Frequency and Rate of Change of Frequency (RoCoF)

Flexible resource Aggregated unidirectional charging of electric vehicles

2.1.2. Characterization of scenario

In this study, two different techniques have been implemented and investigated to enhance the
frequency dynamics after a power imbalance. Both IRPC and FCC have been implemented and
analyzed using the power system simulation software PowerFactory. The controllers employ the
EVs as flexibility resources. The EVs are not equipped with vehicle to grid (V2G) capability. In fact,
the controllers can only modulate the charging current between 6 and 16 A as imposed by the
standards. The pan-European power system has been used for this study.

The total number of unidirectional charge EVs is equal to 50000 (126 MW at 11A per phase). It
allows a total EVs flexibility of £57.5 MW. In the three scenarios the system response is triggered
by the loss of one of the slack machines (P ,ss=136MW versus P,,=2727 MW which represent
5%). For the two controllers (FCC and IRPC) the proportional gain (droop in this case) is chosen in
a way to be the maximum allowed value at which the system will remain stable. This choice is
done to highlight the relation between the gain and the time delay.

2.1.3 Main findings
Scenario 1:

The first scenario studies the effects of the different levels of wind penetrations. It highlights the
impact of converter connected resources on frequency dynamics (i.e. rate of change of frequency-
ROCOF, frequency nadir and steady state value). Three different cases are investigated with
different levels of wind penetration compared to the load: 0%; 25% and 90%.

Scenario 2:

In the second scenario a sensitivity analyses of the time delay is carried out. This scenario aims at
highlighting the time delay importance and impact on IRPC as well as on FCC in case of different
levels of double fed induction machine (DFIG) penetration. The considered time delays are pure
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transport delays. The following time delay values have been considered 10ms, 50ms, 100ms and
250ms.

The controllers6é6 gains are chosen as the maxi mum
stable. This choice is done to highlight the relation between the gain and the time delay. The gain

of IRPC is smaller since it needs to limit the negative effect caused by the transport delay. The
sensitivity analysis is investigated for the different levels of wind penetration (0%, 25% and 90%).

Scenario 3:

In the third scenario a performance analysis of FCC and IRPC is presented. This scenario aims at

comparing t he two controllersdé impacts on the system
generation unit corresponding to 5% of the total load. A time delay of 100 ms has been considered

and only the 90% wind penetration case is considered.

2.1.4. lllustrative results
Figure 2 below illustrates the effect of applying only FCC (black line), applying only IRPC (blue
line) when compared of having no cell controller active at all (red line) when the wind penetration is
90 % and time delay 100 ms.

50 1 Frequency 90 % wind with 100 ms delay

|— NoCont — FCC — IRPC|

Frequency (Hz)

Time (s)
RoCoF 90 % wind with 100 ms delay

|— NoCont — FCC — IRPC

0.6 - 1 I 1 I 1
0 1 2 3 4 5 6

Time (s)

Figure 2: Simulation results when applying only frequency containment control (black line) or
applying only inertia response power control (blue line) or having no cell controller (NoCont, red line)
active at all

Notice that FCC and IRPC both improve the frequency behaviour. IRPC does even slightly better
than FCC, but this comes at the cost of additional ringing.
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2.1.5. Conclusions in general
Scenario 1:

One can notice that the case of 25% wind does not have an impact on the frequency and that’s
due to the fact that all the synchronous machines were still connected. The 90% case instead
presents worsen nadir, rate of change and steady frequency.

Scenario 2:

In case of no wind, the 100ms and 250ms delay creates frequency oscillations in case of IRPC. To
be mentioned, this oscillation could have been limited by employing a lower gain, on the other
hand, that would have led to very limited contribution or even no contribution at all.

The case with 25% wind penetration, compared to the 0% case, results to be more stable. In fact
that’s due to the fact that all the synchronous machines are still connected as in the previous case
plus the DFIG, which do have a certain damping effect. However, in terms of RoCoF, the 250ms
has a worse behaviour compared to the no controlled case. Of course this behaviour can be limited
by retuning the controller, since the larger time delay has a negative effect, but on the other hand
that means reducing the controller gain and therefore reducing its effects.

Compared to the previous cases, the negative effect of the time delay is much higher due to the
lower damping effect present in the grid in 90% case. In the IRPC case, the ROCOF is limited to
lower values compared to the FCC case. The frequency nadir is slightly better also in the case of
IRPC. These results are very much influenced by the penetration of DFIG, which deliver a certain
damping effect. The results would have been more oscillating in case of fully converter wind
turbines or PV generations. Larger delays in the IRPC case become critical in term of system
stability.

Scenario 3:

The IRPC is limiting the ROCOF and even the frequency nadir to better values compared to the
FCC. However, one can notice that IRPC imposes frequency oscillation on the system which can
be reduced using a lower gain or/and a low-pass filter. On the other hand, the FCC has a better
performance in terms of frequency steady state value. A steeper droop in case of FCC can be
used which will improve the frequency nadir values.

2.1.6. Conclusion for WoC concept
It was shown that the implementation of IRPC or FCC employing single phase electric vehicles can
enhance the frequency behaviour of the power system:

1. IRPC limits the ROCOF more than the FCC and due to the steeper droop it limits more the
frequency nadir imposing also frequency oscillations.
2. The FCC has a better performance on the frequency steady state value as expected.

However, one of the main challenges is that many of the rotating synchronous machines, wind
turbines and load shedding devices are connected to the grid by means of ROCOF relays.
Therefore, likely a combination between IRPC and FCC needs to be present.
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2.2 Frequency Containment Control - FCC

2.2.1 Setup

SRPS Modified Cigré MV grid

Monitor Frequency, cell power import/export
Flexible resource Resources connected to the grid

2.2.2 Characterization of scenario

The Frequency Containment Control (FCC) has been tested on the European CIGRE MV grid
modified with distributed energy resources (DER) in two separated simulation scenarios and with
different assumptions.

0 In the first group of simulation the Adaptive-FCC control function was implemented using
fuzzy logic. Also, in this first scenario the reference grid topology was properly modified.

0 In the second group of tests, the main scenario assumption is the following: as soon as an

imbalance is detected, a step load disturbance in this case, the second version of the FCC

control function uses resources from all cells to immediately mitigate the problem. After

having the frequency stabilized, the contribution from healthy cells ceases and only

resources from the faulty cell are used to contain the frequency deviation.

2.2.3 Main findings
In both cases the tested UC proved to be effective. More in detail:

0 In the first implementation, it is shown that A-FCC can effectively detect the imbalance
location and, as a result, curtail the activation of the FCC reserves if the imbalance took
place outside its cell. The controller proved to be effective both under normal operation with
all cells not in balance due to the uncertainty of forecasts, and in case of a step load
disturbance.

0 In the second implementation, the UCs proved to be effective as it was capable of
stabilizing frequency by only wusing the cel

2.2.4 lllustrative results

The figures below illustrate that indeed only or mainly the affected cell is taking care of the FCC
action. In the reference case without any cell controller active (blue line) all the cells are
responding to an event in cell 3. In presence of FCC controllers in each cell (red line) practically
only the affected cell is taking an action, see figure 3.
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Figure 3: Variation of the power generated by photovoltaics and wind generations due to adaptive
frequency containment control

2.2.5 Conclusions in general

The implementation of the adaptive logic proved to be effective when used as a standalone
function (without any restoration actions by BRC) or even combined with a simplified BRC version.
Overall, the use of both fuzzy and binary logics in each of the two implementations seems to be an
effective solution in order not only to modify the activation of the FCC reserves, but also to provide
the correct location information with regard to the imbalance. In all test cases, the system stability
was not jeopardised by the deactivation of FCC reserves in neighbouring cells. In overall, with the
proper design approach, especially in the case of fuzzy logic, it is possible to obtain the exact
same result in terms of stability and, at the same time, confine the activations of FCC reserves only
to the vicinity of the imbalance.

2.2.6 Conclusion for WoC concept
One of the most important benefits of using A-FCC control in a WoC is the fact that it prioritises the

FCC reserves6 activation i n t hadanligeevlthithe é6C opamatng| an c e

premise, which dictates that imbalance problems should be solved locally, and the propagation of
imbalances to other cells should be avoided. This way, the same amount of reserves can be more
efficiently used, since the FCC power is consumed locally to the area of imbalance and no extreme
amounts of power are necessary to be transmitted from distant cells. By doing so, the controller
avoids potential voltage or capacity | i mvatioadf
FCC reserves in neighbouring cells makes the latter available to be used for other services (e.g.
IRPC or BRC). In other words, when multiple controllers use a resource at the same time A-FCC
reduces the risk of control conflicts. Last but not least, when it comes to RES (renewable energy
resources) providing FCC control, the use of A-FCC is beneficial because it reduces the
curtailment of power provided by RES, which is the curtailment of useful green energy, in the
neighbouring cells. Thus, PV plants or wind farms that would curtail their power in case of over-
frequency, maintain an output power level above the power obtained by fixed droop.
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2.3 Balance Restoration Control - BRC

2.3.1 Setup
SRPS Pan-European network
Monitor Frequency, Power Imbalance

Flexible resource Aggregated controllable loads and RES

2.3.2 Characterization of scenario

In order to test the functionality of the BRC controller, three cells were separately equipped with the
BRC controller. The frequency response and other control signals were monitored for active power
imbalances within each of the three cells in question. The imbalance event in each scenario is a
load step of +150 MW, causing an instantaneous active power deficit in the cell.

For providing the fast-acting active power reserve required for the BRC control, an AC source was
added to each of the three cells, to which an active power demand signal was sent from the
controller. This is comparable to the way that the Automatic Generation Control (AGC) component
of the controller provides active power setpoints to the synchronous generators. The AC source
emulates the behaviour of aggregated renewable generation, batteries or demand response at the
speed set by the fast-acting control loop of the BRC algorithm.

Two dispatch scenarios were used in the testing, to demonstrate the functionality of the controller
with both a lower (25%) and higher (50%) Renewable Energy Sources (RES) penetration.
Furthermore, a reduced proportion of synchronous generation is assumed for the 50% RES
scenario. These scenarios have been split up into three further sub-scenarios where the load step
has been applied in each of the three cells in turn.

For each sub-scenario, tests were run in which the fast-acting response was deactivated or
activated. This allowed a comparison between the traditional (slow) control of reserves and the
improved frequency control, which includes fast-acting reserves and location awareness.

2.3.3 Main findings

With the use of BRC the time to recover the frequency after an imbalance is highly reduced if
enough fast-acting resources are available in the system. The ability of the BRC controller to
successfully identify the circumstances under which the fast-acting reserves should be activated or
remain inactive is also shown. The activation or deactivation depends on whether the event is
within the cell or external to it. It proves one of the main characteristics of the Web of Cells, which
is to solve local problems locally. The controller has exhibited full functionality under a number of
scenarios with different amounts of DER penetration within the system, showing its resilience
under more dynamic power system scenarios.

2.3.4 lllustrative results
The figure 4 below illustrates that adding a BRC cell controller indeed improves frequency
behaviour (green line) greatly over the case where only classic AGC is active (red line)
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Figure 4: Frequency response of automatic generation control and automatic generation control +
balance restoration control with imbalance in Cell 1

Moreover, BRC is obviously able to restrict power response to the cell where the imbalance occurs
(i.e. cell 1) as is clear from the next figure 5.
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Figure 5: Active power of current source in each cell, with imbalance event located in Cell 1

2.3.5 Conclusions in general

The BRC controller successfully achieves improved frequency restoration under a range of test
scenarios and imbalance events in the test system. By splitting the reserve control signal between
slow-acting AGC control and fast-acting BRC control, and actuating an AC source to emulate fast
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reserves, the i mprovement in the speed of freque
ability to successfully identify the circumstances under which the fast-acting reserves should be
activated or remain inactive has been shown.

2.3.6 Conclusion for WoC concept

The simulation of BRC demonstrates an improved frequency response by localizing the response

of the fast-acting assets and by activating the resources unilaterally only within the cell where the
disturbance has occurred. The utilization of the cell imbalance for activation of fast acting devices
eliminates any potential deterioration in performance of the control due to miscalculation of bias

factor. This restoration controller will not only restore the frequency but also help to arrest the
frequency nadir for a more resilient future low inertia networks. These characteristics are
compelling reasons in support of the Web-of-Ce |l | s nsol ve | ocal probl e
developed within the ELECTRA project.

2.4Balance Steering Control - BSC

2.4.1 Setup
SRPS CIGRE MV reference grid
Monitor Frequency, Net tie-line power deviation, Imbalance Correction output,

Cell Setpoint Adjusting output

Flexible resource Photovoltaics, Wind Generator (WG), CHPs, Fuel Cells and Battery
storage units

2.4.2 Characterization of scenario

The main functionality investigated in these simulation tests was the deactivation of BRC resources
(corrective BSC) after imbalances that take place in different, adjacent cells of the system. The
goal of these tests is to show that the involved control functions, namely CellSetpointAdjusting and
TieLineLimits, are able to effectively cope with the imbalances happening in the system and
change the setpoints of the tie-lines in order to reduce the amount of the activated BRC reserves,
without compromising the stability and the balance of the cell. Among different tests carried out for
the validation, the most important one is the response of the controllers to equal and unequal
power imbalances in two adjacent cells. In these scenarios, two adjacent cells undergo equal or

unequal i mbal ances of the opposite sign and the
negotiation, deactivation of reserves and frequency stability. In addition, the case of violation of
one selectedtie-l i nedés capacity is also investigated. The

negotiation result and whether this would lead to a tie-line capacity violation or not. Finally, in an
additional test the response of the system is examined when the setpoint of the tie-lines is adjusted
with some delay between two cells. Evidently, despite the fact that these tests refer to a standalone
investigation of the UC, it was necessary to assume the presence of at least rudimentary version of
BRC and FCC in the system because BSC is a UC that can only be used in combination with the
other two. In implementation terms, the selected power system was the CIGRE MV reference grid
in which assumes the existence of 3 MV and 1 HV cells. In the MV part of the grid, the units that
provide FCC flexibility are eight PVs, one WG, two fuel cells, two CHPs and three battery storage
units.
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2.4.3 Main findings

The results of the four selected tests show that the BSC control functions effectively detect the
imbalances and adjust the tie-lines always towards the correct values. In some time point a tie-line
may be saturated, which means that the tie-line is in its maximum allowable capacity already
before the incident occurs. Even when one of the tie-lines is saturated, the controllers are able to
identify the situation and avoid modifying the setpoint of the specific, saturated tie-line. The
controller divides the adjustment to the non-saturated tie-lines of the cell.

In terms of BRC deactivation, by monitoring the Imbalance Correction outputs, it is evident that the
whole procedure manages either completely or partially to deactivate the reserves. This works
always in accordance with the implemented imbalance. On top of that, the whole process does not
deteriorate the stability of the system in terms of frequency. And even when the new setpoint is
asynchronously implemented to the two cells, it is possible for the BRC controllers to successfully
maintain the frequency stability and, at the same time, deactivate the used BRC reserves.

2.4.4 lllustrative results

The figures 6 and 7 below illustrate that the BSC cell controller keeps frequency behaviour very
stable when freeing again the reserves within the cells (small disturbance of upper trace at
t=560s). The lower figure shows the deactivation of resources in cell 1 and 2 (blue and red line
respectively)
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Figure 6: Frequency response of balance steering control
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Figure 7: Balance restoration control output due to imbalances and deactivation of resources

2.4.5 Conclusions in general

Overall, the specific tests show that the implementation of the BSC logic is effective and the
negotiation process leads to significant benefit from the imbalance netting of cells leading to a
deactivation of the BRC reserves. The selected tests were implemented combined with some
simplified versions of the BRC and FCC controllers. Therefore, one open issue for further
investigation in course of the project is the performance of the controller in conjunction with the
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actual ELECTRA BRC and FCC controllers. Specifically, these controllers are expected to

i ntroduce a degree of uncertainty i n t he syst el
combination of the FCC+BRC+BSC UCs in course of the lab-validation (ELECTRA WP7) is of

great importance. However, as a standalone implementation the results of these tests are very
satisfactory.

2.4.6 Conclusion for WoC concept

In terms of the WoC proof-of-concept, the implementation and testing of BSC shows that, the
assumption of potential imbalance netting exploitation as a means to save BRC reserves is a
meaningf ul idea and can significantly improve t@|l
behind this can facilitate the consumption of significant amounts of RES by loads in neighbouring

cells, allowing also the operators to avoid the use of restoration reserves. Additionally, having

these reserves available, the operators can easily and with a higher resilience cope with continual

or frequent imbalances that could appear in future power systems with high RES penetration.

2.5Primary Voltage Control - PVC

2.5.1 Setup
SRPS Single generator i infinite bus test system
Monitor Bus voltage, generator current

Flexible resource Any power resource with voltage control capability

2.5.2 Characterization of scenario

Primary Voltage Control Use Case testing was performed in a simple model consisting of a
generator connected via a line to a stiff network. The model allowed easy changing of the
impedance between the generator and the network, which was the focus of the exercise. The
assumption to be confirmed is that for networks with different proportions of resistance and
reactance as seen from the generatordés terminals
reactive power that controls voltage in optimal way. For example, in a resistive network it is the
active power that influences voltage more than the reactive power. The new element introduced to
voltage control with PVC is the grid impedance estimation function with the main task to estimate
grid impedance amplitude and angle. By knowing the R/X ratio it is possible to calculate the P/Q
proportion, which will influence voltage the most. This can be used in situations where quick
voltage control is more important than delivering the scheduled amount of active power.

2.5.3 Main findings

Both R/X ratio and magnitude of the grid impedance affect voltage control process. It can be
noticed that for the same controller settings, different X/R ratio will result in different reactive power
needed to achieve required voltage level and, in particular, extremely low values of X/R ratio will
require vast amounts of reactive power, which might cause a power converter to reach its limits. In
such situations adding active power to the control process facilitates it in a high degree. Even a
small fraction of active power stabilises voltage in low X/R ratio conditions.

2.5.4 Conclusions in general

In grids with low X/R ratio, i.e. medium and low voltage networks, active power is an effective way
to control voltage. However, using solely active power for voltage control may be adverse for
frequency or balance control and also it might be expensive from the resource owner perspective.
Therefore, the optimum way to control voltage in these conditions is to use a mix of active and
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reactive power. The proportions of P and Q can be selected in such a way that they correspond to
the resistive and reactive parts of the grid impedance or only a part of active power range can be
allocated for the purpose of voltage control, like it is done for frequency control.

2.5.5 lllustrative results

The figure 8 below illustrates that the PVC cell controller restores the voltage at the whole range of
line-impedances (blue, red and yellow lines in the upper graph) at 1 p.u. after a major step in grid
voltages (dashed line | upper graph). The required active and reactive power from the cell
resources is presented in the lower two graphs. Colours indicate again line impedances (blue: high
X/R, red: equal X and R, yellow: low X/R).
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Figure 8: Local (cell) voltages, active and reactive power after steps in grid voltage

2.5.6 Conclusion for WoC concept

PVC as a fast-acting voltage control is indispensable in any power system, including the one based

on the Web-of-Cell concept. A novel concept here consists in using also active power as a means

for controlling voltage. It is intended to be used primarily whenever classic voltage control
employing reactive power is not enough, i.e. in low X/R conditions, but can also help in case of
disturbances or in the parts of the system where it is essential to stabilize voltage rather than

control balance. For a decentralised power system with high degree of autonomy lying in cells,

PVC, particularly ompareati ngn iwhifthorbiamedd Qnt ake p
voltage where no other control means are present.
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2.6Post-Primary Voltage Control - PPVC

2.6.1 Setup
SRPS European Cigré MV grid modified with DERs
Monitor Voltage in the nodes

PVC resources with AVR functionality and PPVC resources without AVR
Flexible resource functionality such as transformers with on load tap changers, capacitor
banks, shifting transformers or interruptible loads.

2.6.2 Characterization of scenario

The PPVC has been tested over the European CIGRE MV grid modified with distributed energy
resources (DERS) to explore its possibilities as a feasible cell structure. It includes several types of
distributed generation such as a wind turbine, PV panels, batteries or fuel cells. For any of the
distributed energy resources and loads involved, generation and load profiles with a 1-min
resolution (sampling ratio of the forecasts) and based on the rated powers have been created. This
reference scenario has been used for the validation of the voltage control strategy under the two
operation modes of the PPVC (proactive and corrective) taking into account the safe bands defined
by the Regulations. Additional scenarios considering incremental load changes have been tested
as well. In those scenarios, the voltage control capabilities have been assigned mainly to the
transformers with on-load tap changers together with a limited reactive power control capacity
coming from the PV panels.

2.6.3 Main findings

A clear reduction in active power losses is achieved for the proposed scenarios when the cell
operator considers the optimal power flow algorithm in the planning phase. The calculated
cutbacks are up to 5% in active power losses and up to 3% in reactive power losses. For the cell
topology proposed (the CIGRE MV grid) the optimal voltage set-points can only be reached if the
transformers at the header of the feeders are equipped with tap changers and they are the
responsible of voltage control by properly changing their taps regardless the distributed resources.
This is possible in a cell but not very realistic. It is convenient to take advantage in future power
systems (2030+) of the high penetration ratio of distributed resources at MV/LV levels giving them
authority to actively participate in the voltage control strategy. In this particular topology, the
reactive power capabilities of the installed DER capacity is not enough to restore the voltage levels
by themselves so the control of the tap changers is required in the most severe fault events.

2.6.4 lllustrative results

The figures below illustrate the improvement that van be achieved by applying PPVC. The first
figure (reference case) shows the voltages without any PPVC action, the second one where a full-
blown corrective PPVC is in place.
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Voltages in reference case
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Figure 9: Voltage in reference case

Voltages with PPVC corrective
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Figure 10: Post primary voltage control corrective simulation results

2.6.5 Conclusions in general

Results from the implementation of the scenarios have demonstrated the validity of the PPVC

proactive mode in terms of active power losses reduction for the reference scenario. This is

achieved by planning the power system operation based on optimal power flows instead of power

flows, as it is done nowadays. Concerning the corrective mode, the capability to restore the voltage

levels to the optimal set-points provided by the PPVC to the resources is only relying on having

enough voltage control reserves within the cell. This is because the voltage control scheme is
centralized at a cell level with no active contribution from neighbouring cells (even import/export

reactive power flows are allowed based ontie-l i nes® reactive power | imits)
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2.6.6 Conclusion for WoC concept

The implementation of the PPVC that leads to a more efficient operation of the power system is
possible due to the increase in observability and communication capabilities that are provided in
the framework of the WoC. The advantages of the PPVC Proactive mode have been clearly
addressed by a comparison of the active power losses in the WoC with regards to the current
procedures in power systems. The Corrective mode is relying on the wide spread of the distributed
energy resources expected in the WoC.
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3. Discussion and outlook

The simulation results reported in this deliverable are a world premiére for the six control schemes
featuring on the stage of the Web-of-Cells. The main conclusion is that the control schemes on
their own are performing according to the expectations.

It turned out that in some cases the control schemes cannot perform in isolation, but need an
affined control scheme as in the case of the BSC and the BRC. This is of course a natural
dependency and indeed a sign that the concept as a whole is coherent.

Widespread fast responding distributed renewable resources is a feature of the future grid. IRPC,
FCC and BRC exploit these resources. By giving higher responsiveness of units within the cells
where the imbalances occur, the effectiveness of the WoC concept is illustrated: demand or supply
changes are dealt with locally (on cell level) and so a propagation to the surrounding cells is kept to
a minimum.

The BSC is more about interaction of cells. It turned out that BSC performs well in this interaction
and effectively makes free BRC reserves on cell level. This makes the cells on their own again
prepared for the next local imbalance and makes the cells as a web robust against disturbances in
general.

For PVC the autonomy of the cell control scheme turned out to be beneficial for the voltage
stability. Such an autonomy is an inherent feature of the WoC concept. The ability to control locally
both P and Q stabilizes the voltage without the need of other controls or resources elsewhere.

The PPVC exploits two essential features of the WoC concept: first the higher observability and
secondly the widespread presence of the distributed energy resources. The related flexibility option
allows optimizing the voltages within each cell.

The interaction of the cells comes predominantly into play in the BSC case. Both voltage control
schemes (PVC and PPVC) are by physical nature more local tasks. To have these control
schemes active at cell level has turned out to be a good approach. BRC, FCC and IRPC are
control schemes that act on the frequency and the balance, which is by its physical nature a more
global task. However, the WoC concept transforms these tasks into more local ones, and keeps
the effects of disturbances restricted to the cells where they occur or to their immediate
neighbours.

The general conclusion of the investigation is that the six WoC Use Cases and related control
function apparently strike the balance of doing locally what can be done locally and do more
globally which need a more global approach. This is a feature of the WoC concept that is
conducive, if not crucial for a renewable energy society. In such a renewable energy society the
paradigm of centralized energy supply has been replaced by a new one: local supply for local
demand. It is therefore paramount that local demand is indeed supplied by resources nearby or
otherwise stated in the cell where the demand occurs or its immediate neighbours. The reports in
this deliverable obviously show that this is feasible.

The validation has been done on basis of simulation of stand-alone Use Cases. This allows for a
zooming in on the specific properties of each Use Case and allow for a meaningful discussion on
improvement and interference with other Use Cases. It is beneficial to have evidence of the
behaviour of each Use Case on its own.

There are however further steps to be taken before a full declaration of the qualities of the WoC
concept can be given. But the first essential steps are taken in this document.
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5. Disclaimer

The ELECTRA project is co-funded by the European Commission under the 7" Framework
Programme 2013.

The sole responsibility for the content of this publication lies with the authors. It does not
necessarily reflect the opinion of the European Commission.

The European Commission is not responsible for any use that may be made of the information
contained therein.
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ANNEX 1: Inertia Response Power Control (IPRC) and
Frequency Containment Control (FCC)

1 Introduction

The increasing share of converter connected energy sources reduces the available rotational
inertia in the power system leading to faster frequency dynamics, which may cause more critical
frequency excursions. Both, IRPC and FCC could serve as a solution to improve frequency
stability.

In this study, two different techniques have been implemented and investigated to enhance the
frequency dynamics after a power imbalance. Both IRPC and FCC have been implemented and
analyzed using the power system simulation software PowerFactory. Exemplarily, the controllers
employ the EVs as flexibility resources since it is foreseen as widespread distributed energy
resource. The most cost effective solution is taken in consideration and therefore the EVs are not
equipped with vehicle to grid (V2G) capability. In fact, the controllers can only modulate the
charging current between 6 and 16 A as imposed by the standards IEC 61851 [1].

The overarching research question addressed here is: Is synthetic inertia (IRPC) really needed or
can or is the frequency containment control (FCC) delivered from fast resources, e.g. from
batteries, EVs, sufficient?

2 Methodology

The pan-European power system has been used for this study as shown in Figure 4 [2], [3].

1 Lineds-atpe r 1 °

Figure 4: Pan European network
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The total number of unidirectional charge EVs is equal to 50000 (126 MW at 11A per phase). This
allows the total EVs flexibility to be equal to £57.5 MW. In the three scenarios the system response
is triggered by the loss of one of the slack machines (Ploss=136MW versus Pload=2727 MW which
represents 5%). For the two controllers (FCC and IRPC) the droop-based proportional gain is
chosen in a way to be the maximum allowed value at which the system will remain stable. This
choice is done to stress the importance between the gain and the time delay.

The FCC and IRPC controllers are presented in Figure 5 and more detailed in [4] [5], [6].

FCC Controller Equivalent EV dynamic model
2% droop. - Battery_max
s Tl"]redeDIE\. | (| Fregl | » Round | v ] Tilr}zzel, | gl 1/(11'ST) | ol tmit | gl Nm bsetpont
b Battery_min
|
Measurement delay Device delay
(100ms) (10ms, 50ms, 100ms, 250ms)
IRPC Controller Equivalent EV dynamic model
Battery_max
e drocormens | ot 1 rocorn s rouna J v | Time Del. Lyg 11/(1+sT) L un L Limit [ g | Nomnal. | wsetoift
Tdel T Norm
h Baheﬁjmin
X
RoCoF calculation and Device delay
Measurement delay (100ms) (10ms, 50ms, 100ms, 250ms)

Figure 5. FCC and IRPC controllers

The 2% droop present in Figure 3 is used for FCC while the droop presented in Figure 4 is used for
the IRPC.

EV control characteristic
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Figure 6: FCC droop
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Figure 7: IRPC droop

3 Simulation results

Three different scenarios are investigated with different levels of wind penetration:

1. 0% Wind generation of the total load
2. 25% Wind generation of the total load
3. 90% Wind generation of the total load

3.1 Scenariol

The first scenario studies the effects of the different levels of wind penetrations. It highlights the
impact of converter connected resources on frequency dynamics (i.e. ROCOF, frequency nadir
and steady state value). The results are shown in Figure 8.

Fregeuncy with no controller
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Figure 8: Frequency and RoCoF behaviors i no additional controllers
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One can notice that the case of 25%wind does not have an impact on the frequency and that’s due
at the fact that all the synchronous machines were still connected.

3.2 Scenario 2

In the second scenario a sensitivity analyses of the time delay is carried out. This scenario aims at
highlighting the time delay importance and impact on IRPC as well as on FCC in case of different

levels of DFIG penetration. The considered time delays are pure transport delays. The following

time delay values have been considered 10ms, 50ms, 100ms and 250ms.

The controllers6é gains are chosen as the maxi mum
stable. This choice is done to highlight the relation between the gain and the time delay. The gain

of IRPC is smaller since it needs to limit the negative effect caused by the transport delay.

The sensitivity analysis is investigated for the different levels of wind penetration, shown in figures

9-11.
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Case 1. 0% wind generation of the total load

Fregeuncy - FCC - 0 % wind
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Figure 9: Left plots: Frequency behavior for FCC and IRPC in case of 0% wind. Right plots: RoCoF
behavior for FCC and IRPC in case of 0% wind

As it can be seen in Figure 9Figurethe 100ms and 250ms delay creates frequency oscillations in
case of IRPC. To be mention, this oscillation could have been limited by employing a lower gain,
on the other hand, that would have led to very limited contribution or even no contribution at all.

01/03/2018 Page 39 of 108



Oclectra

Case 2: The 25% wind generation of the total load.
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Figure 10: Left plots: Frequency behavior for FCC and IRPC in case of 25% wind. Right plots: RoCoF
behavior for FCC and IRPC in case of 25% wind

Compared to the 0% wind penetration, the 25% case is more stable. In fact that’s due to the fact
that all the synchronous machines are still connected as in the previous case plus the DFIG, which
do have a certain damping effect. However, in terms of ROCOF, the 250ms has a worse behavior
compared to the no controlled case. Of course, this behavior can be limited by retuning the
controller since the larger time delay has a negative effect but on the other hand that means
reducing the controller gain and therefore reducing its effects.
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Case 3. 90% wind generation of the total load
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Figure 11: Left plots: Frequency behavior for FCC and IRPC in case of 90% wind. Right plots: RoCoF
behavior for FCC and IRPC in case of 90% wind

Compared to the previous cases, the negative effect of the time delay is much higher due to the
lower damping effect present in the grid in 90% case. In the IRPC case, the ROCOF is limited to
lower values compared to the FCC case. The frequency nadir is slightly better also in the case of
IRPC. These results are very influenced from the penetration of DFIG which deliver a certain
damping effect and the results would have been more oscillating in case of fully converter wind
turbines or PV generations. Larger delays in the IRPC case become critical in term of system
stability.
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3.3 Scenario 3

In the third scenario a performance analysis of FCC and IRPC is presented. This scenario aims at

comparing the two controllersé impacts on the

generation unit corresponding to 5% of the total load. A time delay of 100 ms has been considered
and only the 90% wind penetration case is considered.
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Figure 12: Frequency and RoCoF in case of 90% wind

It can be seen that the IRPC is limiting the RoCoF and even the frequency nadir to better values
compared to the FCC. However, one can notice that IRPC imposes frequency oscillation on the
system which can be reduced using a lower gain or/and a low-pass filter. On the other hand the
FCC has a better performance in terms of frequency steady state value. A steeper droop in case of
FCC can be used which will improve the frequency nadir values.

4  Summary and Conclusion

It was shown that the implementation of IRPC or FCC employing single phase electric vehicles can
enhance the frequency behavior of the power system:

1. IRPC limits the RoCoF more than the FCC and due to the steeper droop it limits more the
frequency nadir imposing also frequency oscillations.

2. The FCC has a better performance on the frequency steady state value than expected.

However, one of the main challenges is that many of the rotating synchronous machines, wind
turbines and load shedding devices are connected to the grid by means of RoCoF relays.
Therefore, likely a combination between IRPC and FCC needs to be present.

The work here presented laid the foundation for the experimental work reported in ELECTRA D7.1
and in the following publication [4] and [7].
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ANNEX 2: Frequency Containment Control (FCC)

1 Introduction

This annex presents the results of the simulations run to evaluate the Frequency Containment
Control (FCC) adaptive function behavior. In these simulations, the FCC has been tested on the
European CIGRE MV grid (Task Force C6.04.02) modified with distributed energy resources
(DER) in two separated scenarios and with different assumptions.

0 Inisi mul at i o nhe AdapieedCCAcontrol function was implemented using fuzzy
logic. Also, in this first scenario the reference grid topology was properly modified.

0 InAisi mul at i o nhe mansassompti®n is the following: as soon as an imbalance is
detected, a step load disturbance in this case, the second version of the FCC control
function uses resources from all cells to immediately mitigate the problem. After having the
frequency stabilized, the contribution from healthy cells ceases and only resources from the
faulty cell are used to contain the frequency deviation.

Thus, the main difference between the two cases is the operation of the function Adaptive Cell
Power Frequency Characteristic (CPFC) Determination, which will be explained in the following
sections. Figure 1 shows the network topology and the cell subdivision adopted.

Primary sub-transmission HV system 114 kV @ Slack node (HV grid)
0

| ™ I
!

| &
C—

110720 kV

—— switch/CB

Figure 1: Reference network and cell subdivision

01/03/2018 Page 44 of 108



QElECtra Project ID: 609687

The following sections present the methodology implemented for the simulations, the results
achieved and the main conclusions drawn.

2 Methodology

2.1 Reference model descriptions

In order to simulate the use case under test we have made some critical assumptions on the
network depicted in figure 1.The assumptions are briefly presented below and are valid for
simulation cases A and B.

0 all circuit breakers were considered closed in order to have a meshed network topology
0 the fAslack nodeod that represents the HV grid a
modelled as an equivalent generator through a first order transfer function (considering an
inertia constant H = 5 s) and equipped with primary (R = 0.1) and secondary frequency control
(Kisee = 0.3) as shown in Figure 2. The model presented in the picture is in per unit, the
nominal power of this equivalent generator is 50 MW, this in order to observe a significant
impact of imbalances that occurs at MV level on frequency dynamics and better evaluate the
effect of the UCs under test.

1 ,
Pel R
Pref _+ ~ 1 Aw
2Hs >
1
Kigoos [ —

Figure2:isl ack nodeodo model

3 Simulation results

3.1 Simulation scenario for case A

The following Figure 3 illustrates the displacement of renewable generators and loads. Generators
are: photovoltaics, wind turbines and combined heat power plants (CHP). There are also storage
units. Both generators and loads are modelled as power sources.
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Figure 3: Load and generation displacement

In table 1 a summary of the nominal power of generators, divided by type, and cells loads is
reported. A high penetration of Photovoltaics (PV) and Wind Generators (WG) is introduced,
especially in cell 1.

Table 1: Nominal power of generators and loads

Generation
[MW] Cell 1 Cell 2 Cell 3 Total
PV 75 0.495 0.775 8.77
WG 95 1 3.5 4
Storage 0.8 0.2 0.6 1.6
CHP 9 1 0 10
Total 206.8 2.695 4.875 34.37
Load
MWHMVAr]| Cell 1 Cell 2 Cell 3 Total
Load 22+352 [2.1+30.8 [20+35 441 +;311

Each generator connected to MV grid has to contribute to frequency control but not all of them in
the same manner. CHP and storage units are considered as fully dispatchable generators and they
contribute to the primary frequency control in both directions (negative and positive frequency
deviations). Also the slack node has a full droop characteristic. PVs and WGs are following the
Maximum Power Point Tracking Strategy (MPPT), and so they can only reduce their power output.

The simulations have been done considering a variable load and generation profile and a two load
step disturbances of 1 MW, one at t=35 min (step load increase) and one at t=43 min (step load
decrease). In the following graphs show the inputs for the simulation summarized on cell basis.
Load and generator forecasts for each time window (15 min.) are used to compute the tie-line set-
points, and the actual load and generation profiles. The variability in generation is due to the wind
and solar power variation.
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Figure 4: Total cell load and generation

It has been considered to devote the resources that are following the MPPT strategy (in our case
PV and WG) to the Adaptive functionality of the FCC Use Case. This is because, among DG
resources, these are units that can obtain a great benefit from the adaptiveness of the FCC. In a
traditional approach, where these resources are equipped with a droop control for positive
frequency deviations, they will curtail their generation if the frequency is higher that the nominal.
The Adaptive FCC allows them to avoid curtailment of power output in case that the disturbance
took place outside the boundaries of their cell. In this way they are able to better follow the MPPT.
Other resources such as storage systems and CHP have a constant droop characteristic both for
positive and negative frequency deviation.

The A-FCC control function has been implemented with a fuzzy logic, and simulations of the
system with and without it have been performed in order to compare results. Figure 5 illustrates the
frequency of the system, the scheduled export and the actual export power for each cell.
Scheduled and actual power exports are much different in some cases because the control
devoted to adjust cell power exports (the BRC) is not in place since here since the aim was to test
only the A-FCC.
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Figure 5. Ad FCC inputs (frequency and the cell import/export power)

In figure 6 the action of the Adaptive FCC on the power variation due to the primary frequency
control of PVs and WGs is presented. Except for a very short interval, a few seconds after the
disturbance at 43 minutes, the power output curtailment due to the primary control action is
restored to O in the cells 1 and 2 where the disturbance is not happening. In this case the A-FCC
efficiently locates the load imbalance.

Sum of the cells Cell 1
-50 -
=-100 | |
2 % 100

-200 | |—Reference case 1 =150
—With Ad FCC

0 10 20 30 40 50 60 0 10 20 30 40 50 60
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Figure 6: Variation of the power generated by PVs and WGs due to Adaptive FCC

Moreover (again in Figure 6), it is shown that in cell 1 in the first time window the A-FCC is acting
and reducing the contribution of cell 1 PVs and WG since it detects a positive frequency deviation
and an excessive power export.
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Two indices have been computed in order to evaluate the effectiveness of the Adaptive FCC
function: the total energy used by the FCC control of PVs and WGs equation (1) and a cost
function based on the squared values of the power deviations for primary RES control actions
described by equation (2). In table 2 we can see the results. All cells see reduction in the usage of
RES primary reserves, but cell 1 and 2 see in terms of percentage a lot more reduction since the
load step disturbance happened in cell 3.

fow[lAPdroop,ll 2 e IAPd'roop,n”dt (1)
J-0°° [(Apdroop,l)2 7 B 3 (APd'roop,-n)z] dt @

Table 2: A-FCC indices

Total energy — equation (1)

[MWs] Cell 1 Cell 2 Cell 3 Total
Ref. case 35,6 3,1 9,0 29,8
AdECC 25,1 2,3 9,0 18,4
Saving 29,6 % 26,5 % 0,4 % 38,3 %

s -
Cost function — equation (2)

[MW3s] Cell 1 Cell 2 | Cell 3 Total
Ref. case 1722 13 109 1845
AdFCC 789 6 126 921
Saving 54 % 54 % 16 % 50 %

3.2 Simulation scenarios for case B

The main difference of the case A to case B is the development of the function Adaptive CPFC
Determination. In this case, the value of the CPFC for each cell will consider if the incident
occurred in its cell or in another cell. If the incident occurred in another cell, the value of the CPFC
is equal to 0, meaning that the cell will stop contributing to mitigate the problem. Otherwise, the
CPFC will keep the value previously defined and this cell will be the only one contributing to
mitigate the problem.

To test the functions two scenarios were created:

1. Inthe first scenario, there is an increase of the load in bus 6 (Cell 1) by 1 MW, at t=30 s;
2. Inthe second scenario, there is a loss of the load in bus 6 (Cell 1), by 1 MW at t=30 s.

In the following, the main results obtained from the simulations performed are presented. The
frequency of the system and the active power output of the generators and batteries are the most
important parameters and through them it is possible to evaluate the performance of the models
created and the differences between the analysed scenarios. The reactive power of the machines
and the buses voltages are always kept within admissible limits.
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Scenario 1
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In this scenario, the behaviour of the models is tested by simulating a problem in Cell 1. The
results obtained for the frequency are shown in the following figure:

fip.uj

B

Figure 7. Frequency of the system

As it is shown, the frequency is constant until the problem occurs (at 30s). After the incident, the
frequency drops due to the increase of the load in bus 6. When the frequency reaches a steady
state, the frequency drops even more as the other cells stop contributing to mitigate the problem
and the cell where the problem occurred has to assume the frequency control alone. After this last
drop, the frequency ends up stabilizing again, meaning that the area had enough reserve capacity
to respond to the problem. The following figure shows the results obtained for the active power
output of Wind Turbine 4 and Battery 5 in Cell 1:

01/03/2018
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Figure 8: Active Power of Wind Turbine 4 (Cell 1)
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Figure 9: Active Power of Battery 5 (Cell 1)

The active power stays constant until the problem occurs and then the generators increase their
power output in order to mitigate the frequency drop. After reaching the steady state, the
generators increase their power output again. This is due to the fault location, which occurred in

the cell where these generators are located.
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Figure 10: Active Power of Wind Turbine 7 (Cell 2)
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Figure 11: Active Power of FC 10 (Cell 2)

The generators in Cell 2 present a different behavior. After the increase of active power due to the
imbalance and afterwards reaching the steady state, the power output returns to its initial value
because the problem did not occur in this cell.

Scenario 2

In this scenario the loss of a load in bus 6 (Cell 1) was simulated. The results obtained for the
frequency are shown in the following figure:

1.0035

Figure 12: Frequency of the system

The frequency is constant until the problem occurs (t=30 s). Then the frequency increases due to
the excessive generation. When the frequency reaches a steady state, there is another increase in
the frequency of the system since in this case, only the cell where the problem occurred
contributes to solve the problem. The frequency ends up stabilizing again, what means that the cell

had enough downward reserve capacity to mitigate the problem.
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Figure 13: Active Power of Battery 5 (Cell 1)

In figure 13 it is possible to observe the active power generated by Battery 5. When the imbalance
occurs, the battery decrease its power output in order to compensate the frequency rise. Then,

when the steady state is reached, the battery decreases its power output again because it is
located in the cell where the problem occurred.
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Figure 14: Active Power of Wind Turbine 7 (Cell 2)
The power output of Wind turbine 7, which is located in cell 2, returns to its initial value after the

incident because it is not in the cell where the problem occurred and thus it does not contribute to
the problem mitigation.
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4  Summary and Conclusion

The simulation tests of case A show that the A-FCC control function, that was implemented using a
fuzzy logic, can effectively detect the imbalance location and, as a result, curtail the FCC reserve if
the imbalance took place outside its cell. The controller proved to be effective both under normal
operation with all cell is not in balance due to the uncertainty of forecasts, both in case of a step
load disturbance.

In the simulations of case B, it is possible to observe that when the FCC reserves from the
neighboring cells are deactivated, the reserves of the cell where the problem occurred are able to
confine the problem on their own and the frequency stabilized. It is then possible to conclude that
the implementation of the controls developed proved to be effective in stabilizing the frequency by
using only the cell s own resources.
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ANNEX 3: Balance Restoration Control (BRC)

1 Introduction

For the purpose of testing the developed Balance Restoration Control (BRC) within a realistic
environment, a reference grid based on the CIGRE benchmark grid for High Voltage (HV) [1], has

been used. This has been previously presented wit
of the monitoring and observability detailed concepts for the Pan-Eur opean Contr ol S
within the ELECTRA IRP project. Figure 13 shows the developed reference power system model,

named -BPrampeand network model, which represents

different voltage levels, AC and DC sections, and is composed of four cells with different properties
in terms of generation portfolio (including a variety of renewable energy resources) and load
(including demand-side response). The key features of the model are summarized in Table 1. More
information on this model is available in public Deliverable 5.4.

According to the BRC algorithm, each cell should address deviations originating within itself i.e.
solving local problems locally. The division of the system into four cells allows for analysing the
unbalance (its location identification and size) and the corresponding activation of BRC. The
performance of all the cells is analysed to show that the BRC controller performs as expected and
to ensure correct local activation.

A robust optimization approach to schedule the power and allocate the frequency reserves on a
day-ahead basis, considering the uncertain energy content of two types of regulation signals, i.e.,
fast regulation signal and slow regulation signal, and the energy constrained property of batteries
has been developed and separately tested within the project. Therefore, having taken into account
that this algorithm is performing a scheduling task prior to the real-time control, the reserve
allocation of the different cells is assumed to be known at the time of the unbalance for each of the
scenarios in this document.
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Figure 13: The Pan-European model used to test the BRC controller

Table 1: Test system data

Cell 1 Cell 2 Cell 3 Cell 4

Voltage levels 20; 220; 400; 725 20; 220; 400 20; 220 400; 725
(kV)
AC/DC AC and DC AC AC AC and DC
Nominal 2x400 MVA 1x700 MVA 2x500 MVA 1x600 MVA
generation 2%500 MVA synchron.ous machine synchronous equwalgnt wind
power (gas turbine machines generation (type 4)

synchronous governor) (hydraulic

machines (gas governor)

turbine governor)

note: this machine is
used as slack for LF 100x6 MW (type

100x6 MW (type 3 calculations 3 wind turbines)

wind turbines)

100x6 MW (type 3

wind turbines)
Nominal 2x1000 MW + 3x400 MW + 3x130 1x400 MW + no load
consumption 2x165 MVAr loads MVAr loads 1x130 MVAr
power (load P loads

consumption is

linearly dependent

on voltage and

constant on

frequency; load Q is

quadratically
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Cell 1 Cell 2 Cell 3 Cell 4
dependent on V and
constant on
frequency)
Number of tie- Cell 1-2: 2 AC 220 Cell 2-1: 2 AC 220 kV | Cell 3-2: 1 AC Cell 4-1: 1 AC 400
lines kV tie lines tie lines; 220 kV tie line; kV tie line;
Cell 1-3: 2 AC 220 Cell 2-4: 2 AC400kV | Cell 3-4: 1 Cell 4-1: 1 DC 725
kV tie lines tie lines; 220/400 kV kV tie line;
Cell 1-4: 1AC400 | Cell 2-3: 1 AC 220 kv | ransformer Cell 4-2: 2 AC 400
kV tie line; tie line 1 tie line kV tie lines;
Cell 1-4: 1 DC 725 Cell 3-4: 1 AC Cell 4-3: 1 220/400
kV tie line 220 kV tie line; kV transformer
Cell 3-4: 1 AC 220
kV tie line
Number of 2x220 kV line 4x220 kV lines 3x220 kV line 3x725 kV lines
internal lines
Nominal HVDC 1x500 MVA PWM no PWM no PWM 3x500 MVA PWM
capacity converter converters

2 Methodology

In order to test the functionality of the BRC controller, a simulation with the presented model in
Figure 1 is performed with DIgSILENT PowerFactory software. For each of the scenarios to be
tested, an unbalance will be triggered and data recorded during 300 seconds for analysing the
behaviour of the controller.

Three cells are separately equipped with the BRC controller and the frequency response and other
control signals are monitored for active power imbalances within each of the three cells in question.
The imbalance event in each scenario is a load step of +150 MW, causing an instantaneous active
power deficit in the cell.

For providing the fast-acting active power reserve required for the BRC control, an AC Current
Source was added to each of the three cells, to which an active power demand signal was sent
from the controller in the same way that the Automatic Generation Control (AGC) component of the
controller provides active power setpoints to the synchronous generators. The AC current source
emulates the behaviour of aggregated renewable generation, batteries or demand response at the
speed set by the fast acting control loop of the BRC algorithm.

Two dispatch scenarios were used in the testing, to demonstrate the functionality of the controller
with both a lower (25%) and higher (50%) Renewable Energy Sources (RES) penetration.
Furthermore, a reduced proportion of synchronous generation is assumed for the 50% RES
scenario. These scenarios have been split up into three further sub-scenarios where the load step
has been applied in each of the three cells in turn.

For each sub-scenario, tests were run in which the fast-acting response was deactivated (business
as usual scenario, labelled AGC in the following plots) or activated (labelled AGC+BRC). This
allowed a comparison between the traditional (slow) control of reserves and the improved
frequency control which includes fast-acting reserves and location awareness. Only three cells
were equipped with the BRC controller as one of the four cells in the test system was not
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energised for the first test scenario (lower RES penetration). For consistency, a fourth cell
controller was not included in the other test scenario and that cell acted only to provide power from
the RES.

3 Simulation Results

3.1 Scenario 17 25% RES, 8 Synchronous Generators

Scenario 1 examines a dispatch where all eight of the synchronous generators in the system are in
service i four in Cell 1 and two in each of Cell 2 and Cell 3. In this scenario, 25% of the active
power demand is met by renewable energy sources in the form of wind turbine models.

4

g

e ——

e e e e e e e e e
=

B

Figure 14: Test system with Cell 4 de-energised for Scenario 1
3.2 Scenario 1.17 150 MW Imbalance located in Cell 1

Under this scenario, it can be seen from Figure 15 that the AGC control takes several minutes to
restore frequency to the nominal value, while the introduction of the fast-acting BRC control
significantly reduces the time taken for nominal frequency to be reached. A slight overshoot in
frequency is experienced in the BRC case, which would be addressed by the appropriate tuning of
the controller parameters in further work. Table 2 shows the selected controller gains for the
simulations.
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Figure 15: Frequency response of AGC and AGC+BRC with imbalance in Cell 1

Table 2: BRC Controller gains selected for simulations (controller description can be found in White

Box description)

AGC BRC
Proportional Gain (Kp) 0.1 0
Time Constant (Ti) 50 2

Figure 16 and Figure 17 highlight that the controllers (in each cell) were successful in only sending
a reserve activation signal to the fast-acting active power reserves in the affected cell, thereby
activating the Cell 1 fast-acting current sources in this case. This minimizes controller conflicts
between the fast-acting reserves in multiple cells and ensures that the affected cell will provide the
entirety of the fast-acting reserve for the power imbalance event. Note that the convention for
active power from the current source is negative for active power injection to the system within the

DIgSILENT PowerFactory software.
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Figure 16: Location identification. A signal with magnitude = 1 indicates the imbalance is in the

relevant cell
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Figure 17: Active power of current source in each cell, with imbalance event located in Cell 1

In Figure 18, the active power imbalance calculated within each cell (dPnet) by the BRC cell
controller is shown. The BRC control logic calculates the location of the fault making use of the
dPnet signal, which shows whether a cell has a surplus or deficit of active power in the wake of an
event, and the sign of the rate-of-change of system frequency. It follows that there is only activation
of fast-acting BRC control within the affected cell and none of the others i a key objective of the
controller functionality.
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Figure 18: dPnet signals (in p.u.) of three controllers with imbalance in Cell 1

The Area Control Error (ACE) signal within the controller is calculated using the dPnet signal and
the frequency deviation, and is used as the control signal for the slow-acting AGC component of
the reserve activations (i.e. the synchronous generators). It can be seen from Figure 19 that when
the BRC is activated there is little active power demand sent to the synchronous generators after
several seconds and that the cell with the original imbalance event contributes much more in slow-
acting AGC reserves than the other two cells, therefore responding as local as possible to any
unbalance.
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Figure 19: ACE signals (in p.u.) of three controllers with imbalance in Cell 1
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Figure 20: Active power response of generators in three areas to imbalance in Cell 1

Figure 20 shows the active power response of a synchronous generator located in each of the
three cells to an imbalance within Cell 1. It can be seen that without the BRC function activated,
the synchronous generators in Cell 1 are responsible for providing the entire reserve and the
synchronous generators in the other cells return to their pre-fault generation levels after some time.
When the BRC function is implemented, the active power of the synchronous generators in all
three cells returns to the pre-fault level very quickly, as the fast-acting reserve in Cell 1 is
responsible for the entire reserve activation in this scenario (as can be seen in Figure).
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The remaining sub-scenarios exhibit the same behaviours in terms of the accurate identification of
the fault location and activation of fast-acting reserves in the AGC+BRC case, therefore only the
frequency and control signals (dPnet, ACE) are shown to prove the functionality across the
scenarios.

3.3 Scenario 1.27 150 MW Imbalance located in Cell 2

In this scenario, similar to Scenario 1 when BRC is activated and enough reserves are added in
the form of a current source in Cell 2, the cell responds much faster than AGC, whilst maintaining
the stability of the network. With the selected reference grid parameters of the generators, under
this scenario the generators are unable to provide sufficient active power reserves to fully restore
the frequency, however the slower recovery compared to BRC can be observed and a final
recovery of the frequency can be assumed if enough reserves were available from the
conventional generation providing AGC. This fast reaction of BRC control also helps to marginally
reduce the nadir point of the frequency, therefore contributing to maintain a more stable grid and
reducing the risk of possible tripping of under-frequency relays that could increase the magnitude
of the imbalance event.

50.04
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4996

4992
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-0.100 59.92 119.9 18

Bus 1.1: Electrical Frequency (AGC)
Bus 1.1: Electrical Frequency (AGC+BRC)

Figure 21: Frequency response of AGC and AGC+BRC with imbalance in Cell 2
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Figure 22: dPnet signals (in p.u.) of three controllers with imbalance in Cell 2
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Figure 23: ACE signals (in p.u.) of three controllers with imbalance in Cell 2

3.4 Scenario 1.37 150 MW Imbalance located in Cell 3

The Figures shown under this scenario reinforce the robust operation of BRC for an event located
in Cell 3. Therefore, it can be concluded that, independent of the area where the event takes place,
the controller is capable of correctly detecting the imbalance and activating a local response i
taking advantage of fast-acting RES and demand-side resources i which enables the grid to

rapidly return to steady state conditions.
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Figure 24: Frequency response of AGC and AGC+BRC with imbalance in Cell 3
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Figure 25: dPnet signals (in p.u.) of three controllers with imbalance in Cell 3
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Figure 26: ACE signals (in p.u.) of three controllers with imbalance in Cell 3

3.5 Scenario 27 50% RES, 6 Synchronous Generators

In this case a future-oriented scenario has been tested where faster dynamics are expected and
therefore more challenging conditions for the controller are expected. Therefore, two of the
synchronous generators in Cell 1 are switched out of service i leaving two synchronous
generators in each of Cell 1, Cell 2 and Cell 3. In this scenario, 50% of the active power demand is
met by renewable energy sources in the form of wind turbines models. The complete test system is
shown in Figure .
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]

Figure 27: Test system with Cell 4 energised and two synchronous generators out of service for
Scenario 2

3.6 Scenario 2.17 150 MW Imbalance located in Cell 1

In comparison with Scenario 1 it can be observed from Figure that the maximum frequency
deviation is larger in this case due to the reduced inertia of this scenario caused by the increased
RES penetration. Even with these characteristics, the BRC algorithm appears to perform as
expected, reducing the maximum frequency deviation (nadir) as a result of the fast event location
and activation of fast-acting resources, and accordingly rapidly recovering the system frequency to
its nominal value.
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Figure 28: Frequency response of AGC and AGC+BRC with imbalance in Cell 1

Figure and Figure show the behaviour of the area and controller as for Scenario 1, in this case the
location is correctly located and appropriately only the area with the imbalance responds to the
event.
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Figure 29: dPnet signals (in p.u.) of three controllers with imbalance in Cell 1
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Figure 30: ACE signals (in p.u.) of three controllers with imbalance in Cell 1

3.7 Scenario 2.27 150 MW Imbalance located in Cell 2

The imbalance experienced at Cell 2 has also been successfully located and corrected with the
BRC control in a faster manner compared with conventional AGC as shown on the following
Figures.
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Figure 31: Frequency response of AGC and AGC+BRC with imbalance in Cell 2
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Figure 32: dPnet signals (in p.u.) of three controllers with imbalance in Cell 2
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Figure 33: ACE signals (in p.u.) of three controllers with imbalance in Cell 2
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3.8 Scenario 2.371 150 MW Imbalance located in Cell 3

Similarly to Scenario 2.2, the imbalance experienced at Cell 3 in this case has also been
successfully located and corrected with the BRC control in a faster manner compared with

conventional AGC as shown on the following Figures.
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Figure 34: Frequency response of AGC and AGC+BRC with imbalance in Cell 3
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Figure 35: dPnet signals (in p.u.) of three controllers with imbalance in Cell 3
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Figure 36: ACE signals (in p.u.) of three controllers with imbalance in Cell 3

4. Summary and Conclusion

The results presented in this annex show how the BRC controller successfully achieves improved
frequency recovery under a range of test scenarios and imbalance events in the test system. By
splitting the reserve control signal between slow-acting AGC control and fast-acting BRC control,
and actuating an AC current source to emulate fast reserves, the improvement in the speed of
frequency recovery is notable. The BRC cont r ol | er 0s ability to
circumstances under which the fast-acting reserves should be activated or remain inactive has
been shown. The key benefits of BRC which have been demonstrated, including improved
frequency response and the ability to leverage a multitude of distributed RESs, are compelling
reasons in support of the Web-of-Ce |l | s fAisol ve | ocal probl ems |

ELECTRA project.

References
[1] CIGRE Working Group 14.07 / IEEE Working Group 15.05.05, Guide for Planning DC Links

Terminating at AC System Locations Having Low Short-circuit Capacities |, CIGRE Report 68,
1992.

01/03/2018 Page 72 of 108

S

uc

ocall



QEIECtra Project ID: 609687

ANNEX 4: Balance Steering Control (BSC)

1 Introduction

This report describes the validation of the Balance Steering Control (BSC) Use Case (UC) as a
stand-alone implementation. The implementation and testing of the BSC Use Case was done by
using the CIGRE MV reference grid, which was selected among the ELECTRA partners as one of
the two main Single-Reference Power Systems (SRPS). The main functionality investigated in
these simulation tests can be summarised in the deactivation of BRC resources (corrective BSC)
after imbalances that take place in different cells of the system. The goal of these tests is to show
that the control functions involved in the UC, namely CellSetpointAdjusting (CSA) and
TieLineLimits (TLL), are able to cope with the imbalances happening in the system in a secure (in
terms of stability) way and effectively change the set-points of the tie-lines power in order to reduce
the activation of BRC reserves. Evidently, despite the fact that these tests refer to a standalone
investigation of the UC, it was necessary to assume the existence of simplified form of BRC and
FCC controllers in the system because, in principle, BSC is a subset of functions related to BRC
and is not a standalone control loop.

2 Methodology

For the needs of these tests the selected CIGRE MV grid was divided into areas (cells) delineated
by the dashed lines as shown in figure 1. As it can be seen in this diagram the model is divided in 3
MV cells (Celll-3) plus one HV area which can be considered as fourth cell not actively
participating, however, in the BSC control. The MV cells are interconnected with each other in the
configuration shown in figure 2.

The selected configuration provides sufficient complexity for the controller validation due to the
number of interconnections between each two cells as well as the number of tie-lines between at
least one pair of cells (celll and 3). Also the cells are equipped with flexible resources that all
provide frequency containment control with fixed droop. For the sake of simplicity in terms of BRC
usage in the tests, the only resources considered participating in the control were the storages in
cell ,1 bus 5 (600kW), cell 2, bus 10 (200kW) and cell 3, bus 13 (600kW). The schedules of the
tie-lines are assumed fixed for the timeframes within which the system was tested. The imbalances
in all scenarios are caused by load changes in all three MV cells (buses 2, 8, and 12).

The list of loads for each bus of the system is shown in Table 1. This table is divided into three
columns representing the bus number, the active power consumed at the corresponding bus as
well as the reactive power injected to or absorbed from the corresponding bus. Similarly, Table 2
provides an overview of the scheduled power for each tie-line of the system as well as the
maximum line capacity in terms of active power. Last but not least, Table 3 provides an overview of
the Distributed Energy Resources. This information includes the bus which the DER is connected
to, the type of DER the forecast/scheduled active power and the maximum power capacity of the
unit.
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Table 1: Active and reactive power load values used in the tests

Bus No. P(kW) Q(kVAr)
1 22,992 19,992
2 0 0
3 502 209
4 432 107
5 728 180
6 550 136
7 76.5 48
8 587 145
9 574 358
10 543 160
11 330 82
12 19,482 5,858
13 34 21
14 540 258

Table 2: Tie-line schedules and capacities
Line Schedule (kW) Capacity (kW)
121 200 1,000
122 375 1,000
123 -1,002 2,000
141 -24,556 40,000
231 -588 1,000
341 -20,631 40,000
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Table 3: Active power of all distributed resources

Bus No. Type P(kW) Capacity(kW)
3 PV 20 20
4 PV 20 20
5 PV 30 30
5 Battery 0 600
5 FC 10 33
6 PV 30 30
7 WG 1,450 1,500
8 PV 30 30
9 CHP 200 310
9 CHP-FC 100 212
9 PV 30 30
10 PV 40 40
10 Battery 0 200
10 FC 10 14
11 PV 10 10
12 Battery 0 600

3 Simulation results

The simulation tests are divided into four scenarios each of which focuses on a different aspect of
the BSC functionality. Therefore, scenarios are assumed for the investigation of the controller
behaviour under the influence of nearly equal imbalances (scenario 1), the response to the same
imbalances when the set-point is changed with some time delay between two cells (scenario 2),
the response of the controller under two different imbalances (scenario 3) and, last but not least,
the response of the controller to a case where a tie-line is saturated due to utilisation of its
maximum allowable capacity (scenario 4). It is worth noting that some of the scenarios were
selected in order to validate the correct negotiation among the CellSetpointAdjusting (CSA)
controllers of each cell (scenario 1 and 3), whereas, some scenarios (mainly, 2 and 4) were
intended to highlight the impact that the controller has on the system stability, especially when it
comes to frequency and power balance. Therefore, for each scenario we investigate the output of
the control function, as well as the frequency/balance response of the system. In the next pages,
the exact details of the selected scenarios together with the corresponding test results are
presented.
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In this case two subsequent imbalances in cells 1 and 2 were examined. The size of the load
changes in the cells are approximately equal, namely 160kW but of opposite sign since at t=100 s
the load at bus 2 increases and, subsequently, the load in cell 2 (bus 9) decreases at t=400 s by
the same amount. The sensitivity of the CSA was selected to measure the BRC output
approximately after 130s from its activation. The load changes over time that cause the
disturbances are depicted in figure 3. Figure 4, shows the behaviour of all three BRC controllers. It
is evident that aside from any transient activation of all three controllers, only cell 1 remains
steadily active after the first imbalance and the BRC controller of cell 2 is permanently activated
only after the second imbalance. In terms of negotiation, after the first imbalance at t=100 s and
after the delay time of approximately 130 seconds elapses cell 1 generates a request signal for its
tie-lines power change corresponding to the values below:

Power Change (kW) Tie-line ID
28.48 121
22.25 122
106.90 123
157.60 141

In other words, the cell 1 controller requests an incoming power increase by approximately 158 kW
by cell 2 or the same amount by cell 4 which, of course, does not participate in the control
procedure. This correction amount is equal to the imbalance happened in the cell. After the second
imbalance in cell 2 and once the BRC2 output has stabilized, the controller of cell 2 responds with
an acceptance for set-point changes based on the values below:

Power Change (kW) Tie-line ID
27.55 121
21.52 122
103.40 123

The total change is approximately 153 kW and at t=570 sec the CSA of the two cells settle on the
new set-point and immediately implement the values leading to complete deactivation of all BRC
reserves in cell 2 and almost completely in cell 1. It is worth noting that throughout this procedure
the balance of cell 3 remains unaffected and the frequency and balance of all cells (fig. 5 and 6)
present no steady-state deviation from the reference values. Also, the dynamic response of both
the frequency and imbalance show that the system does not present any significant deviations or
oscillations that could jeopardise the dynamic stability.
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3.2 Scenario 2: time-delayed implementation

This scenario is a slight variation of the previous one with the only difference that the implemented
set-point change takes place with a time delay of 2 seconds between the two cells. This scenario
was used in order to assess the stability of the system to such a case in which synchronism of the
set-point variation could be an issue. As a result, and by contrast to the frequency response shown
in Figure 5, the frequency response in Figure 7 shows a small fluctuation at t=570 sec, the time
when the set-points are changed. However, this deviation is rather insignificant and shortly
afterwards the frequency is restored back to its nominal value while the BRC outputs as shown in
figure 8 are deactivated as expected.
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Figure 8: BRC output due to imbalances and deactivation of resources for scenario 2

3.3 Scenario 3: Asymmetrical imbalances

This scenario shows the behaviour of the system under asymmetrical imbalances that lead to
partial deactivation of BRC resources. In fact, asymmetries were also noticed in Scenario 1 but the
difference between imbalances was rather negligible. In this case the initial imbalance caused in
cell 1 is 300 kW and the subsequent one is cell 2 is remains the same (160kW) as shown in Figure
9. As a result of a similar to Scenario 1 procedure, after t=570 seconds there is a complete
deactivation in the BRC reserves of cell 2 and partial deactivation of those in cell 1 (Figure 10).
Also, the frequency remains stable at 50Hz after the correction (Figure 11).
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3.4 Scenario 4: Tie-line capacity violation

This scenario is used in order to assess tlhenecsont
limits. To this end, we assume the same configuration and load disturbances as in scenario 1. The

basic difference in this scenario is that the capacity of tie-line 121 is only 250 kW. Moreover, the

initial operating schedule remains the same (200 kW) while the CSA is equipped with a limit
calculation set to 80% of each | i nédifesalreadggerateést y. T
at 80% of its maximum allowable power and it cannot accommodate any further increase of power

by the CSA. It is worth noting that the 80% limits were selected so that the line maintains a margin

of 20% for changes of power during dynamics. Based on these assumptions the load step change

in cell 1 leads to the following correction request:
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Power Change (kW) Tie-line ID
2.10 121
26.79 122
128.70 123
157.60 141

It is obvious that the request from tie-line 121 is nearly zero whereas lines 122 and 123 increase
their contribution to the correction compared to Scenario 1. By contrast, tie-line 141 request
remains unchanged. The BRC output responses and frequency of the system are shown in figures
12 and 13.
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Figure 13: Frequency response

4 Summary and conclusion

In this report the implementation and validation of the stand-alone BSC UC is presented. The
validation was based on simulation tests using the modified CIGRE MV reference grid in
Matlab/Simulink and in a configuration of four cells. In order to examine the controller behaviour
and the system stability, various symmetrical and asymmetrical imbalances were introduced as
input disturbances. The results for these scenarios were assessed in terms of negotiation
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effectiveness (controller outputs) and system stability (frequency, cell balance). Although the focus
was on BSC stand-alone implementation and validation, the tests involved some simplified
versions for the FCC and BRC controllers as prerequisites for the use of the BSC functions.

The results for all four implemented scenarios reveal that the proposed control concept is able to
effectively negotiate the modification of tie-line set-points between cells, leading to a subsequent
deactivation of BRC reserves. In all scenarios the deactivation of reserves was close to the
predicted value and, as a result, the cells can effectively benefit from imbalance netting in order to
reduce the use of their BRC reserves. The negotiation of the tie-line set-points does not jeopardise
the stability of the system even when the set-points are changed with significant time delays or
when the capacity of a tie-line is violated. Therefore, it can be safely deduced that the proposed
concept and its implementation and testing highlights the benefits of the We-of-Cells concept as
these are reflected on the specific control Use Case.

As further steps to the validation analysis, in the frame of ELECTRA lab-scale investigations the
specific UC is being validated in conjunction with the selected ELECTRA FCC and BRC controllers
in more elaborate simulation tests using the same SRPS as well as experimental validation in
laboratory.
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ANNEX 5: Primary Voltage Control (PVC)

1 Introduction

The purpose of this annex is to demonstrate by simulations the basic principle of primary voltage
control (PVC) and the influence of short circuit impedance characteristics on the performance of
this control. Different R/X ratios are tested for the same short circuit power and voltage control
capability is verified. An additional, supplementary function estimating grid impedance is also
investigated.

2 Methodology

In order to be able to analyze different operating conditions, the simulations have been carried out
on a simple network consisting of a flexible energy source, connecting impedance and an infite
bus. PVC is a Control Topology Level (CTL) 0 or CTL-1 controller, therefore it is sufficient to limit
the grid model to a single component.

The flexibility source used in this example is a generic inverter-coupled energy source with full
active and reactive power (PQ) controllability, which can represent a Type4 wind generator, battery
storage system, VSC HVDC (voltage-source converters high-voltage direct current) terminal, or
etc.

Inverter . RHX

Figure 1: Reference network

The simulations were carried out with the following assumptions:

o] Different X/R ratios were tested, namely X/R=5, X/R=1 and X/R=0.2 representing mostly
inductive, equal and resistive networks respectively.

o} PVC was set to control voltage at point of common coupling (PCC) to 1.0 pu.

o] At time t=0.6 s infinite bus voltage was changed to 0.95 for 0.2 s in order to test the response
of the resource to grid voltage change.

o] The flexibility resource was able to provide both active and reactive power with a negligible

time constant T4 1 ms .

0 Voltage control utilized Pl controller with k,=0.6 and k=4.5 and no droop or line drop
compensation was enabled.

0 Two cases are compared, i.e. Case A with only reactive power injection and Case B with
both active and reactive power injection.
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3 Simulation results

3.1 Simulation of the PVC function only

Case A

After the step disturbance in grid voltage is applied the controller reacts by supplying reactive
power to the grid. For the cases with X/R=5 and X/R=1 the control process is correct and after a
transient the controller restores voltage at 1 pu. The amount of reactive power needed to achieve 1
pu voltage was less for a higher X/R ratio. In other words, the lower the X/R ratio, the more
reactive power is necessary to maintain voltage at desired value. For the third case (X/R=0.2) the
controller failed to restore voltage even though it used all available reactive power (the converter
reached its current limit at 1.3 pu).
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B \
o 1, [F=——r—yy F e,
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= | ——XR=1
\ X/IR =02
I ' s o i Ve
095 C 1 l_ - _I_ — I_ - - l_ - - -: 1 Q”d
05 055 06 065 07 075 08 08 09 095 1
t[s]
15 T T T T T T T T T
——XR=5
X/R = 1
5 1F XR=0.2|
2
(&)
()
(>
T 05F =
[ —
0 L) 1 1 1 M 1 [} 1
05 055 06 065 07 075 08 08 09 095 1
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Figure 2: Simulation results for Case A

Case B

The same disturbance is applied, however in this case the controller is actively injecting both active
and reactive power in order to control voltage. The amount of injected active power is proportional
to the ratio of R and Z, which both are estimated by the Grid Impedance Estimation function.
Additional injection of active power, even in small amounts, helps to maintain voltage at reference
value, in particular for the resistive network. In order to perform on-line grid impedance estimation
(GIE) locally the GIE function is proposed.
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Voltage control, Case B (P&Q supply)
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Figure 3: Simulation results for Case B

3.2 Grid Impedance Estimator Function

Grid Impedance Estimator (GIE) is a function estimating current value of complex grid impedance
R+jX. GIE consists of two functions working cooperatively depending on system conditions and
changes in the estimated values, i.e. grid impedance determination (GID) function and grid
impedance following (GIF) function. The performance of these functions is demonstrated by
simulations.

Grid impedance determination (GID)

In order to reach a unique solution of GIE estimation equations, samples from two time intervals
must be acquired in such a way that during the acquisition period grid impedance and grid voltage
should remain constant and the two sets of samples should differ in current generated by the
power source at the generator bus. The latter can be achieved either intentionally, e.g. by the tap
change action or by the controller of generator or load, or can be a result of a coincidental action
such us change of generated power, etc. As a result, measurements of two different operating
points are available and used for the estimation of the Thévenin impedance (R., X.) and voltage
(UgG) . This effect is presented in Fig. 4. MXf
and X reach random solution. In order to update them the algorithm increases Uy by 2% for a short
period of time at t=1 s and the new operating condition is established. Precise estimates were
achieved within 60 ms. Next, at t=2 s the grid voltage Us is suddenly reduced as an effect of some
arbitrary incident in the network. This causes a huge change in the estimates, therefore a new
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impulse is ordered and the estimates are corrected again, including new value of system voltage.
Same situation is repeated at t=3 s when the external voltage is restored to 1 pu.

Grid impedance following (GIF)

When the algorithm detects no unrealistic change in the estimates of R and X it remains in the grid
impedance following mode. In this mode the algorithm does not require any signal injection from
the generating source and can detect impedance changes using the same set of equations (7) by
assuming that the grid voltage is relatively constant. GIE follows changes of the equivalent grid
impedance with a lag depending on the number of samples k and forgetting factor a- The overall
performance of GIE algorithm in following mode is shown in Figure 4 from t=5s when the grid
resistance changed, through t=6 s when grid reactance changed until t=7 s when both resistance
and reactance altered. The estimates follow the changes accurately. The dynamics of this process
is depicted in Figure 4.

As can be seen from Figure 4, GID mode has been triggered three times, otherwise the algorithm
operates in GIF mode. Operating principle and interdependence on the two modes in the whole
GIE algorithm is schematically presented in Figure 5. Determination of transition conditions (DTC)
is out of the scope of this report. The preliminary approach used here is a set of deterministic
conditions, however for more complex applications fuzzy logic can be used.

Performance indicators

The dynamic performance of estimation is investigated for several variants of the number of
samples in averaging (k=1..200), which is typical solution in such applications. To reduce GIE
response time forgetting factor was introduced into GIE algorithm, three values were tested, /1 {1,
0.9, 0.75}. Figure 6 presents GIE R_ estimation step response in following mode. Optimal results
are achieved for parameters k=25 and /=0.75 with response time less than 10 ms and maximum
obtainable accuracy.
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Figure 4: Determination and following-up ability of GIE. Upper window: resistance R, and X, of grid
impedance and their estimates. Lower window: voltage modulus: Ug and U and grid Thévenin-
equivalent estimate Us. T,=0.5ms, /=0.75, k=25
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Figure 5: Operation principle of the grid impedance estimation algorithm

k=10 k=25

Estimate of grid resistance [€2]

A=0.75

5.98 6 6.02 6.04 6.06 6.08 6.1
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1 0 | 1 1 1

Figure 6. Operation in GIF mode; R, estimation step response for different values of / and k
and mean value of estimate of R (k=25) for moving average n=200 (Y £1=0.1s, for T,=0.5ms).
T,=0.5ms

The quality of the estimator is determined not only by the time response but also by estimation
precision. Figure 5 presents moving average of least square estimation error (LSE) for n=200 in
steady state. The LSE value comes from the measurement error. R_ and X, estimation with use of
only the last samples of Uy and | (k=1) is accompanied by LSE fluctuating around 0.0095 pu. For
kD10 the mean value of LSE fluctuates around 0.0
T,=1 ms, LSE is on the same level. All simulations were performed on the assumption that noisy
signals are supplied to the algorithm. Measurements of voltage (Ug) and current (I) are disturbed
by normally distributed random signals (¢=0, §°=0.0013, |[tif O0. 005) .
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Figure 7. Least square estimation error for different k, and moving average of LSE(k=25)
for n=200 (Y 0=0.1s, for T,=0.5ms). T,=0.5ms, /=0.75

4 Summary and conclusion

Numerous solutions exist for local voltage control and in principle the results presented in section 3
bring virtually nothing new. However, the results pinpoint that for specific operating conditions
standard voltage control algorithm can be ineffective. These conditions can occur for example due
to islanding or due to separation of a cell. Therefore it was proven that by incorporating also the
active power into the primary voltage control algorithm effective voltage control can be achieved. In
order to be able to do it, on-line grid impedance estimation function is necessary.

The presented grid impedance estimation method operates satisfactorily based on the local
measurements only. It is a hybrid of a passive and active method as it switches from one mode to
another depending on the situation. It has the capability of estimating parameters of both the
Thévenin-equivalent impedance and voltage source.
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ANNEX 6: Post Primary Voltage Control (PPVC)

1 Introduction

Post Primary Voltage Control (PPVC) developed in the scope of ELECTRA project aims to provide
optimal voltage control for the future electrical grids considering the Web-of-Cells (WoC) concept
[1-2]. The process (defined as a Use Case based on IEC 62559 standard) and functions of PPVC
defined within the project ELECTRA are required to be validated by stand-alone simulations and
laboratory experiments in order to ensure the novelty, accuracy, and benefit of PPVC. In this
direction, PPVC Use Case and its functions have to be tested and validated, which will be the main
focus of this Annex.

Implementation of PPVC in the ELECTRA project has been carried out with explorative way by
different partners testing various paths to achieve the PPVC objectives. Both commercial and open
source simulation platforms were utilized. Besides, different test cases were built on CIGRE MV
test network in order to create variety for simulation outcomes. The implementation of PPVC
functions on simulation platforms and preliminary simulation results of stand-alone PPVC Use
Case are explained respectively. After that different test cases that were mainly created based on
tap changing and PPVC use case combinations are presented including initial results obtained
from simulations and laboratory testing. Finally the preliminary steps are presented for the
implementation of the PPVC at a lab scale.

2 Methodology

PPVC has two main functions: PPVC controlling function and PPVC set-point providing function.
The PPVC controlling function basically tracks voltage deviations and determines the necessity for
the calculation of new voltage set-points, while the PPVC set-point providing function performs
Optimal Power Flow (OPF) in order to determine voltage set-points. The implementation of these
two function on a simulation platform are described in the following parts, respectively.

2.1 PPVC Controlling

The PPVC controlling function is responsible to check the current voltage measurements in grid
nodes and to determine if they are within the safe band defined by regulations. It also acts as an
information hub that receives voltage set-point values calculated by the PPVC Set-point Providing
function and sends it to the corresponding devices. Additionally, the PPVC Controlling acts as a
timer launching the periodic triggering of the PPVC Set-Point Providing function in case there is not
out-of-safe band voltage events during the proactive PPVC operation window (15 min). The
implementation of the function has been utilized in MathWorks MATLAB-Simulink (see Fig. 1), and
it can easily be integrated into any other simulation environment.
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Figure 1: PPVC Controlling function
2.2 PPVC Set-point Providing Function

2.2.1 OPF algorithm in GAMS+MATLAB

There are numerous commercial and freely available simulation tools and solvers to implement
OPF algorithm. Nevertheless, some of them are black box tools where the detail process is
masked while the others have limited capability on the modification of the OPF. Hence, the project
team decided to use the General Algebraic Modeling System (GAMS) to implement OPF in natural
mathematical formulation form. GAMS is a high-level modeling system for mathematical
programming and optimization. A GAMS implementation of OPF allows a relatively quick
adaptation to new situations. For example, an OPF which doesn't take into account the reactive
power potential of loads and DGs can easily do so by modifying the formulation in GAMS. This
allows a transparent and clear implementation of complex optimization problems such as OPF.

The OPF executed for both routine and emergency processes of PPVC involves objective of loss
minimization while respecting the limits of the resources exploitable to voltage control.

The admittance Y can be presented as:
® 0 @ p

1 Where "O is conductance of the branch from node i to j and 6 is succeptance of the
branch between node i and j.
1 The algorithm for OPF within PPVC is organized and presented as follows:

Objective:

1 The objective of the OPF is the loss minimization and it is formulated as shown in (2).
& Qe o0 C
h
Where 0 and 0 are active power flow from node "Qo "(and "o "Qespectively, O dis the number of

buses in the network. Refer to equations (2) and (3) to see the formulations for 0 and 0 .

Equality constraints:
0 000 WOOATIO I awwdé OFT 1 o
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0 ®O aWOOATIO I waod 0BT T
Where » and @ are voltage magnitude at nodes “Cand 'Q] and| are voltage angle values for
nodes ‘Gand "Qois the tap ratio of the transformer without phase shifting.

0 owo WO OFT 1 wwd AT10 1 V]
0 w6 w0 O[T | dwwd AT10 | ®
Where 0 and 0 are reactive power flow from node "Qo "Gand Qo "Qespectively.

The power flow balance equations at each node are used to define the equality equations for the

loss minimization problem. The real and reactive power balance equations at each node Care the
following:

Where 0 ‘Qand 0 Qare active and reactive power demands (loads) drawn from node "Q0 "Qand
0 "Qare active and reactive power generation injected at node "Q

Inequality constraints:

The thermal limits of the lines were considered:
0 O Mozo SO s w
Where 20 sis nominal voltage and SO  sis the maximum current for line Qo 'Q

The voltage magnitude at each node in the network is constrained to stay within the allowed
voltage range.

Wk W W pT
Where o oy are lower and upper voltage limit at bus i, respectively.

If active power generation curtailment and reactive power generation control is to be applied on the
distributed generators, the inequality constraints in (10) and (11) will hold.

For each generation units connected at each node in the network, the active and reactive power
generations are constrained as follows:

C

0Q 0 0Q PP

o 50 89 X

Where: 0@ MW@ ,0°Q M "Q arelower and upper limits at bus i for active and reactive
power generation, respectively.

The OPF formulation from (2) to (11) does not include the models for PV and wind turbine inverters
reactive power contribution. In addition, the model for battery and CHPs are yet to be included as
active and reactive power sources.
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Implementation of the OPF

The OPF formulation from (1) to (12) is implemented in GAMS and the required time series data
for generation and load are updated by a MATLAB function interfaced with GAMS using
GDXMRW. The GDXMRW software gives MATLAB users the ability to use all the optimization
capabilities of GAMS. In addition, a MATLAB /Simulink network model is essential for the
implementation of real-time simulation using OPAL_RT later on. Hence, the GAMS based OPF
linked with MATLAB can be readily used during real-time tests. The MATLAB function not only
gives data to the GAMS implemented OPF it also implements the core algorithm for the PPVC
controller, which require real-time awareness of the voltage state of all nodes in the network. A
simple sketch diagram in Figure 2 illustrates the PPVC implementation using MATLAB and GAMS.

R
amGAMS 1 Tap limits ‘\ MATLAB
1 Voltage limits
OPF « 1 P and Q generation {—~Everyl5minute or at voltage violation tim T 1
implementation time t
. .  Settap limits 1 Settap limits
PE FNO E;]X:: t:sptfeglg?/s 1 (Ready for optimal (Ready for optimal setting
. N Between15 minutes window 9 Y setting point evaluatioh point evaluatior)
implementation 1 Update load and
- { Update load and f Update load and
9 generation generation

L.

No

15 minute
time-frame
reached,

Every minute

Voltages

within their
Y T E— limits?
1 Tap position

|1 Voltage angle /

1 Voltage magnitude
f Loss )
Figure 2. PPVC implementation using MATLAB and GAMS

3 Simulations results

3.1 Simulation results of OPF algorithm in GAMS+ MATLAB

The voltage profiles achieved with the OPF with MATPOWER (MATLAB Power System Simulation
Package) and GAMS are compared and shown in Figure 3, for its application to the CIGRE MV
benchmark that will be later defined (in section 1.3.1.). In Figure 4, also the computation of the
active power losses is compared. These comparisons are needed to validate the GAMS-Matlab
OPF implementation to the PPVC problem against the widely-used program, Matpower. As one
can see in Figure 3 the differences in the calculated voltage level is in the order of 0.001 pu and
that of deference in loss calculation as shown in Figure 4 is negligible. Hence, the GAMS-Matlab
OPF implementation can be used for PPVC simulation without losing accuracy. The simulation
results of the PPVC implementation using the GAMS-Matlab OPF algorithm is presented in Figure
5.
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Figure 3: Comparison of voltage profiles between GAMS and MATPOWER for the CIGRE MV network;
(a) For a network with no DERs and (b) for a network with PVs and a wind turbine
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Figure 4: Comparison of power flow results between GAMS and MATPOWER for the CIGRE MV
network; (a) For a network with no DERs and (b) for a network with PVs and a wind turbine

The PPVC is implemented as it is described in the Figure 1 and the simulation result is presented
in Figure 5. The PPVC controls the On-load Tap Changer (OLTC) in the network optimally by

minimizing the loss in the network.
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Figure 5: Effects of the implementation of PPVC on the voltage levels (a) and network losses (b)

3.2 OPF algorithm in Python

The Load flow and optimization model was utilized by using pandapower with built of PYPOWER,
MATPOWER tool converter to Python.

Pandapower was selected because it is an open source tool external from MATLAB and the
tutorials are easily accessible for it. MATLAB/Simulink is emulating the actual grid opposed to
pandapower, which represents the grid model. Components and principal data directions are
presented in Figure 6.
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Figure 6: Components in simulation environment

Forecasting is determined based on the weather forecast data used in load and generation
forecast as simple functions. Interior point method is applied with PIPES (python package). In
addition, since the OPF function is not capable of controlling tap changers, loop of trial error type
for the method is built on the top of OPF function. In this way, the OPF is evaluated for all feasible
positions of the tap changers, selecting as a final result, the solution with less active power losses
in the system.

Pandapower is a joint development of the research group Energy Management and Power System
Operation, University of Kassel and the Department for Distribution System Operation at the
Fraunhofer Institute for Wind Energy and Energy System Technology (IWES), Kassel. More
information about pandapower can be found from official manual [3].

3.3 Stand-alone PPVC UC

3.3.1 Test grid: The CIGRE MV benchmark

For the validation of the stand-alone PPVC Use Case and as a representative WoC, the CIGRE
MV European benchmark with DER resources have been selected. In its complex form, the CIGRE
MV network contains:

1 8 photovoltic generators
1 wind turbine

2 batteries

2 residential fuel cells

1 CHP diesel

1 CHP fuel cell

2 OLTCs

= =4 =4 -8 -4 4

The grid layout, as it has been implemented in DIGSILENT PowerFactory is displayed in Figure 7.
It has four voltage levels: 110kV in the point of common coupling with the grid upstream (yellow),
20kV at the distribution level (dark green) and the DERs connected a 0.4kV (light green). Only the
wind turbine is connected at 0.69kV (blue) as it is the usual generation voltage used in Spain (and
the data was missing from the original description). The detailed network data used is gathered in
Tables 1 and 2 and DER types with their rated powers are shown in Table 3.
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Figure 7. CIGRE MV benchmark with DERs

Table 1: Network data for the CIGRE MV network 1

From To R_ph X_ph B_ph Ro Xo Bo I (km)
0Kk] 06 KkK] (US/km) O Kk 1 6Kk (uSkm)

1 1 2 0.501 0.716  47.493 0.817 1.598  47.493 2.82 underground
2 2 3 0.501 0.716  47.493 0.817 1.598  47.493 4.42 underground
3 3 4 0.501 0.716  47.493 0.817 1.598  47.493 0.61 undergound
4 4 5 0.501 0.716  47.493 0.817 1598  47.493 0.56 underground
5 5 6 0.501 0.716  47.493 0.817 1598 47.493 1.54 underground
6 6 7 0.501 0.716  47.493 0.817 1.598  47.493 0.24 underground
7 7 8 0.501 0.716  47.493 0.817 1.598  47.493 1.67 underground
8 8 9 0.501 0.716  47.493 0.817 1.598  47.493 0.32 underground
9 9 10 0.501 0.716  47.493 0.817 1598 47.493 0.77 underground
10 10 11 0.501 0.716  47.493 0.817 1.598  47.493 0.33 underground
11 11 0.501 0.716  47.493 0.817 1.598  47.493 0.49 underground
12 3 0.501 0.716  47.493 0.817 1.598  47.493 1.3 underground
13 12 13 0.51 0.366 3.172 0.658 1.611 1.28 4.89 overhead
14 13 14 0.51 0.366 3.172 0.658 1.611 1.28 2.99 overhead
15 14 8 0.51 0.366 3.172 0.658 1.611 1.28 2 overhead

! Conseil international des grands réseaux électriques. Comité d'études C6. Benchmark systems for network integration
of renewable and distributed energy resources. CIGRE, 2014.
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Table 2. Network data for the CIGRE MV network 2

Project ID: 609687

Node Node Connection Vi V2 Ztr Srated
[kv] [kv] w8 [MVA]

1 3-ph Dynl 110 20 0.016+j1.92 25

0 12 3-ph Dynl 110 20 0.016+j1.92 25

Table 3. DER types connected in the CIGRE MV network

Node DER Type Pmax [kW]
3 Photovoltaic 20
4 Photovoltaic 20
5 Photovoltaic 30
5 Battery 600
5 Residential fuel cell 33
6 Photovoltaic 30
7 Wind turbine 1500
8 Photovoltaic 30
9 Photovoltaic 30
9 CHP diesel 310
9 CHP fuel cell 212
10 Photovoltaic 40
10 Battery 200
10 Residential fuel cell 14
11 Photovoltaic 10

3.3.2 Planning phase: proactive scenario

According to the static data presenting the CIGRE MV grid, dedicated PQ load profiles and
generation forecasts have been created based on real measurements, which will be used in the
simulation of both the proactive and the corrective scenario. By way of example, the active power
profiles of aggregated PV panels are shown in Figure 8.

Figure 8: PV voltage profiles

The OPF is responsible to optimize the objective function in order to minimize the active power
losses in the grid while respecting the inequality constraints: voltage limits in the nodes, tap

2 Conseil international des grands réseaux électriques. Comité d'études C6. Benchmark systems for network integration
of renewable and distributed energy resources. CIGRE, 2014.
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transformers and active and reactive power limits in the generators. Every 15 min, the cell operator
receive the forecast of the PQ loads and the power generation profiles for the next 15 min for some
representative loads, as shown in Figure 9.
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Figure 9: Load profiles

Every 15-min, the OPF process is launched with a resolution ratio of 1 min (according to the
sampling ratio of the generation and load forecasts) and thus, the optimized profile set-points are
sent to the different PVC/PPVC controllers for the next period. In this preliminary implementation,
the lower and upper allowable voltage values are 0.95 p.u. and 1.05 p.u. These limits are indicative
temptative because they rely on the grid codes currently in force in every power system and thus,
they should be selected according to the regulation applicable, depending on the location of the
cell. The cell operator can also consider the droops (Q/U) associated to the DERs in the planning
phase as well as the addition of new resources if there is a lack of reactive power reserve (see
Figure 10) in order to reduce the response timing by anticipating the activation of resources prior to
the voltage event occurrence.

Figure 10: The addition of new resources if there is a lack of reactive power reserve
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